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Abstract 

Part of the Village Waters project is building pilot wastewater treatment plants in participants 

countries using the experience gained during the testing of existing treatment plants. In each country 

are different rules of planning, design, building and exploitation wastewater treatment plants and 

varied needs of households and environmental conditions. 

Pilot activity carried out in FINLAND in Länsi-Uusimaa region in Gennarby Raseborg were realized in 

one pilot village site consisting of 10 households and cottages closely surrounding the lake 

Gennarbyträsket. The inhabitants joined a project aiming to replace the old technology of on-site 

waste-water treatment in sedimentation tanks by joining the municipal sewer system. This solution 

was also applied at other small lake village with permanent residences nearby. The situation of the 

village at Lake Gennarbyträsket gave a possibility for getting information on the impact of the 

technology change on the water quality of the lake. Private inhabitants pay all the investments and 

ŜǉǳƛǇƳŜƴǘΩǎ ōȅ ǘƘŜƳǎŜƭǾŜǎΦ 

The pilot village of LITHUANIA is Leitgiriai (175 inhabitants) in the district of Silute, near Leite River 

(tributary of the Nemunas). The present wastewater treatment plant of the village (build in 1991) 

does not provide adequate wastewater treatment. The wastewater treatment plant was not 

designed for nitrogen or phosphorus removal. Moreover, the plant stops working during the cold 

season because of the inability of the mechanical aerators to work in freezing circumstances. In 

order to ensure continuous and effective wastewater treatment in Letgiriai WWTP was modernized. 

The new technology is biological wastewater treatment (vertical flow labyrinth, VFL) with biological 

nitrogen and phosphorus removal. Benefits of this technology are high removal efficiency of nitrogen 

and phosphorus, low operation costs (low electric consumption), and low excess of sludge 

production. 

The pilot areas in POLAND ŀǊŜ ¢ȅƭƛŎȊ ŀƴŘ {ƻƪƻƱȅ Municipality. Tylicz is located near Krynica Górska 

όǎƻǳǘƘŜǊƴ tƻƭŀƴŘύ ŀƴŘ {ƻƪƻƱȅ ƛƴ ǘƘŜ aŀȊƻǾƛŀƴ ±ƻƛǾƻƛŘǎƘƛǇ όƴƻǊǘƘŜŀǎǘ tƻƭŀƴŘύΦ ¢ƘŜ Ǉƛƭƻǘ Ǉƭŀƴǘ ƛƴ 

Tylicz serves the educational path belonging to the polish project partner (ITP). The technology of the 

plant is a biological four-step treatment (1st sedimentation tank, 2nd ς biological sand bed with 

aeration, 3rd ς treatment of biogens with use of plants and denitrification ditch, 4-th ς stabilization 

pond with water soluble plants and small animals). 

The following pilot activities and objects are included in the pilot of Tylicz: 1) Educational and 

presentation trail of pilot system, all utilizing different innovative treatment technologies, such as 

various ways of using vegetation to remove biogens and stabilize the sewage, and 2) Small domestic 

wastewater treatment plant for agro touristic activity. 

CǊƻƳ ǇǊƛƳŀǊȅ ǎŎƘƻƻƭǎ ƛƴ .ǊǳǎȊŜǿƻ ǾƛƭƭŀƎŜΣ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭǘȅ ǿŜ ŘŜǎƛƎƴŜŘ Ǉƛƭƻǘ ŦƻǊ ŀ ƴŜǿ 

wastewater treatment system for 50 pupils and 10 teachers, instead of the existing sedimentation 

tank with pumping to the slurry tanker and transportation to the central wastewater treatment 

ǎǘŀǘƛƻƴ ƛƴ {ƻƪƻƱȅ ±ƛƭƭŀƎŜΦ ¢ƘŜ ǘǊŜŀǘƳŜƴǘ Ǉƭŀƴǘ ƛƴ {ƻƪƻƱȅ Ŏƻƴǎƛǎǘǎ ƻŦ ǘƘǊŜŜ ǎǘŀƎŜǎΥ мst step ς treatment 

chamber, 2nd step ςpeat, soil, sand and calcined opoka layers that serves as filtration material and 3rd 

step ς stabilization pond with plants and evapotranspiration balance. The soil layers and stabilization 

pond are separated from the soil by a plastic sheet. Building plant for school from one side decreases 

cost of sewage treatment, from the second improves aesthetic qualities and environmental 

conditions of surrounding area with ecological, economical and sanitary effects. Tendering process 

ŀƴŘ ǎǳǇŜǊǾƛǎƛƻƴ ƻƴ ǘƘŜ ōǳƛƭŘƛƴƎ ǇǊƻŎŜǎǎ ǿŀǎ Ǌǳƴ ōȅ hŦŦƛŎŜ ƻŦ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅΦ Output of 

treatment plant is less than 7.5 cu. m. per day.  
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The pilot village !ƛƴŀȌƛ of LATVIA is located in Northern part of Latvia on the Riga Gulf and close to 

the border with the Republic of Estonia. Area is located within neutral zone of North Vidzeme 

Biosphere Reserve. Old wastewater treatment solution was the individual collecting tanks which are 

ŜƳǇǘƛŜŘ ƻƴ ǊŜƎǳƭŀǊ ōŀǎŜǎ ŀƴŘ ǘǊŀƴǎǇƻǊǘŜŘ ǘƻ ǘƘŜ !ƛƴŀȌƛ ²²¢tΦ The new system connects all flats 

into one wastewater discharge system biological WWTP with activated sludge. 

¢ƘŜ tƛƭƻǘ {ƛǘŜ {ǾŢǘŎƛŜƳǎ ±ƛƭƭŀƎŜ ƛǎ ƭƻŎŀǘŜŘ in Northern part of Latvia next to the Highway RigaςTallinn. 

Approximately in 1 km distance from the Gulf of Riga. Area is located within North Vidzeme 

Biosphere Reserve. The old WWTP was designed for bigger capacity and concrete housing of WWTP 

was leaking, making secondary soil pollution. The new solution is biological WWTP with activated 

sludge. {ƛƴŎŜ ²²¢t ŘƛǎŎƘŀǊƎŜ ƛǎ ŘƛǊŜŎǘŜŘ ƛƴǘƻ {ǾŢǘǳǇŜΣ ǿƘƛŎƘ ƛǎ ǎŀƭƳƻƴƛŘ ǿŀǘŜǊΣ ŀŘŘƛǘƛƻƴŀƭ 

phosphorous and total nitrogen treatment is advised. 
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This report ǘƛǘƭŜŘ ŀǎ ΨInstallation of technological systems for wastewater treatmentΩ ǿŀǎ ǇǳōƭƛǎƘŜŘ 

on 28th of February 2019 (the period 6 of the project) on project website. The report is part of the 

activity AоΦн ŎŀƭƭŜŘ ΨBuilding the technological system in the pilotsΩ. The aim of the A3.2 was to build 

up the pilots in the VillageWaters project and describe that on this report.  

 

The main challenge of this VillageWaters -ǇǊƻƧŜŎǘ όΨ²ŀǘŜǊ ŜƳƛǎǎƛƻƴǎ ŀƴŘ ǘƘŜƛǊ ǊŜŘǳŎǘƛƻƴ ƛƴ ǾƛƭƭŀƎŜ 

communities ς ǾƛƭƭŀƎŜǎ ƛƴ .ŀƭǘƛŎ {Ŝŀ wŜƎƛƻƴ ŀǎ ǇƛƭƻǘǎΩύ ƛǎ ǘƻ ŦƛƴŘ ƻǳǘ ǘƘŜ Ƴƻǎǘ ǎǳǎǘŀƛƴŀōƭŜ ǘŜŎƘƴƻƭƻƎƛŎŀƭ 

wastewater treatment solutions to decrease wastewater emissions of sparsely populated areas 

locally but also into the Baltic Sea to the level set by the EU water legislation. The main objective is to 

support the needs of households to avoid unnecessary investments and operating costs when shifting 

to improved waste water treatment and thus encourage them to implement new treatment systems. 

The work is conducted in 13 activities under four work packages in this project by 13 partners from 

9ǎǘƻƴƛŀΣ CƛƴƭŀƴŘΣ [ŀǘǾƛŀΣ [ƛǘƘǳŀƴƛŀ ŀƴŘ tƻƭŀƴŘΦ ¢ƘŜ ǇǊƻƧŜŎǘΩǎ ǎŎƘŜŘule is 1st of March 2016 until 28th of 

February 2019, including 6 periods. The budget is about 3 million euros that is mainly funded by the 

Interreg Baltic Sea Region (BSR) Programme. 
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Abbreviations and Terms 

BOD5 (or BOD7) ς mg O2 x dm-3 Biochemical oxygen demand at 5 or 7 days. 

COD ς mg O2 x dm-3 Chemical oxygen demand. 

End use ς condition in which a plant is normally installed. 

KN Kjeldahl Nitrogen ς mg N x dm-3 Total nitrogen means the 

sum of total nitrogen measured by the Kjeldahl method 

(organic nitrogen N + NH #), nitrate nitrogen (NO #) and 

nitrite nitrogen (NO). 

Laboratory ς body capable of testing a domestic wastewater treatment 

plant under controlled conditions. 

LU University of Latvia 

MC Municipal Council 

MUC Municipal Utility Company 

NH4-N ς Ammonium nitrogen mg NH4 ς N x dm-3.  

Nominal designation ς expressed as an integer giving the maximum number of 

population equivalent appropriate to the plant. 

P total ς Total phosphorus mg P x dm-3. 

Packaged domestic 

wastewater treatment 

plant ς 

prefabricated factory-built wastewater treatment 

installation which accepts domestic wastewater and treats 

it to a declared quality. 

Site assembled domestic 

wastewater treatment 

plant ς 

unit composed of prefabricated components assembled 

on one site by one manufacturer, which accepts domestic 

wastewater and treats it to a declared quality. 

SS Suspended solids ς mg x dm-3 . 

WWTP Wastewater treatment plant 

WWTS Wastewater treatment system 

 
  



VillageWaters Project Research about Wastewater Treatment Systems 

12 
 

 
 
 
 
 
 
 
 
 
 
 

A PILOT CASE OF BRUSZEWO VILLAGE IN SOKOĞY 
MUNICIPALITY 

 
 
 

Andrzej EymonttΣ aŀƎŘŀƭŜƴŀ DǳƎŀƱŀΣ /ŜȊŀǊȅ /ȊŀǊƪƻǿǎƪƛ 

 
 
 
 
 

 
 
 
 
LƴǎǘƛǘǳǘŜ ƻŦ ¢ŜŎƘƴƻƭƻƎȅ ŀƴŘ [ƛŦŜ {ŎƛŜƴŎŜǎ ƛƴ CŀƭŜƴǘȅΣ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅΣ tƻƭŀƴŘ 
 
 
 

 

 

 

 

 

 

  



VillageWaters Project Research about Wastewater Treatment Systems 

13 
 

1.1. Description of the project management 

This part includes information of the process management groups, executing, project 

documentation, project monitoring and controlling: 

{ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ŘŜŎƛŘŜŘ ǘƻ ŎƘŀƴƎŜ ŜȄƛǎǘƛƴƎ wastewater treatment system consisting of 

sedimentation tank and wheel transportation system of slurry to the collective wastewater 

ǘǊŜŀǘƳŜƴǘ Ǉƭŀƴǘ ƛƴ {ƻƪƻƱȅ ǾƛƭƭŀƎŜ ŀǎ ǘƻƻ ŜȄǇŜƴǎƛǾŜ ŀƴŘ ǘǊƻǳōƭŜǎƻƳŜΦ .ŀǎƛŎ ǎŎƘƻƻƭ ƛƴ .ǊǳǎȊŜǿƻ ±ƛƭƭŀƎŜ 

contains about 50 pupils and 10 teachers and according to the law in Poland they can built pilot 

installation without special permission from regional technical offices. Municipality allocated proper 

amount of money; part from Village Waters project, part from their own investment money for 

building installation. In the Institute was prepared full project consulted with Municipality and 

volunteers from outside the project. Part of the documentation (background plans) prepared 

Municipality. Municipality organized tender process, supervision together with the Institute and 

control of the compliance of the building process with the documentation. Project implementation 

was successful despite of the initial objections from the regional, technical authorities regarding 

formal issues and compliance with national regulations. Small changes has been done in the 

materials chosen for project, what was been agreed with Institute. 

1.2. Planning the investment 

1.2.1. How contracting processes were organized and put to practice 

Each of our programme countries has different contracting scheme for constructions or 

reconstruction of pilots depending on the local conditions and local law. We would like to collect the 

following data: 

 

¶ What contract do you need before running the investment and what is the legal basis for it? 

Project was prepared with accordance to polish standards PN-EN 12-566 1 to 7_2016 ς 10 E, Water 

Law, Building Law and special environmental requirements when we can built and exploit small 

wastewater treatment stations for up to 5 cu.m. per day without special permission. Before starting 

design we checked, what the capacity of the treatment plant should be. According to the Water Law 

Act 2017 (Journal of Laws of 2017, item 1566, 2180, of 2018, item 650, 710.) the only limit of the 

procedure without a water permit is the so-called ordinary use of water up to 5 m3 / day, and an 

individual treatment plant can be used both by public utilities and small legal entities, agrotourism 

farms and owners, lessees and tenants of individual plots. Irrespective of the Water Law Act, in the 

Construction Law Act (Journal of Laws of 1994 No. 89 item 414 of the Act of 7 July 1994 Construction 

Law, Journal of Laws of 2017, item 1332, 1529, dated 2018 items 12, 317, 352, 650) in art. Article 29 

(1) contains information that: Building permits do not require construction of: point 3) household 

sewage treatment plants with a capacity of up to 7.50 m3 per day (name: household sewage 

treatment plants is a colloquial name). After the municipality has determined the location of the 

planned treatment plants, the tender process should be started (if public funds are to be involved), in 

accordance with the public procurement procedure specified in the Act of 29 January 2004 on Public 

Procurement Law. Art.30.1. Sett. Public orders. The ordering party describes the subject of the order 

in one of the following ways, taking into account separate technical regulations: 
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¶ by specifying performance or functional requirements, including environmental requirements, 

provided that the parameters given are sufficiently precise to enable contractors to determine 

the subject of the contract and the contracting authority to award the contract; 

¶ by reference in the order of preferences to: 

a) Polish standards transferring European standards, 

b) standards of other European Economic Area Member States transferring European 

standards. 

 

¶ As you know, 75% (Finland) or 85% (Estonia, Latvia, Lithuania, Poland) will be paid from project. 

Who is obliged to pay for the rest of the building activity? 

After tendering process and obtaining price for pilot building with accordance to the project, from 

Village Waters ǇǊƻƧŜŎǘ ǿŀǎ ǇŀƛŘ тр҈Σ ǘƘŜ ǊŜǎǘ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ǇŀƛŘ ŦǊƻƳ ǘƘŜƛǊ ƻǿƴ ōǳŘƎŜǘΦ 

Tendering process was repeated three times because proposals exceeded the limit price sets in the 

tender process what was caused by fast growing of building materials and labor. Independently of 

the direct price for building we had to pay for external expert during process of clarifying formal 

issues related to the building permit with accordance to the existing law. 

 

¶ Parties of the contract. Who is responsible for what? 

¶ What are the terms in the contracts? 

CƻǊ ǘƘŜ ŎƻƴǘǊŀŎǘ ǿŀǎ ǊŜǎǇƻƴǎƛōƭŜ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅΦ Institute was responsible for project and 

supervision. Tendering process was repeated three times. The tender for the treatment plant was 

won by Agricultural Cooperative ƛƴ {ƻƪƻƱȅ ǿƛǘƘ ŀŘŘǊŜǎǎ 18-нму {ƻƪƻƱȅΣ ǳƭΦ YƻƭŜƧƻǿŀ ом ŦƻǊ ǘƘŜ ǇǊƛŎŜ 

of 34 931 PLN (7762 Euro). Time for realization by Agricultural Cooperative of investment was very 

short (from 25.10.2018 till 15.12.2018). They gave guaranty 24 months. 

1.2.2. How the official processes were carried out. 

¶ How the official processes looks in your country (scheme of the legal path)? 

Lƴ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ they need full documentation of pilot concerning plans, specifications and all 

necessary documents signed by authorized designer. Documentation was prepared by our Dpt. in 

institute. In case of building greater wastewater treatment plant than for 5 cu. m. per day project 

must be confirmed by local authorities involved in the approval of construction projects. In the case 

ƻŦ {ƻƪƻƱȅ aunicipality they need only present project to these authorities without confirmation 

according to the legal law in Poland. The application file must be complete, in accordance with the 

Act of 7 July 1994 Construction Law and the Act of April 26, 2001 on Environmental Protection Law. 

 

¶ What is your role in planning? 

The Village Water part of project in our Institute was concerning on choosing the technical solution in 

accordance with the existing law and standards in Poland and local conditions. We calculated total 

amount of sewage from school in Bruszewo and prepared full documentation of soil ς plant 

installation for wastewater treatment what was recon ciliated ǿƛǘƘ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅΦ Important 

part of technology was separation sewage from sinking to the soil during all stages of the process and 

application of water soluble plants. 
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¶ Who is responsible for designing total investment? 

Lƴ ŎŀǎŜ ƻŦ .ǊǳǎȊŜǿƻ {ŎƘƻƻƭ {ƻƪƻƱȅ Municipality are responsible for the total investment excluding the 

design. Design was prepared by the Institute, dpt. of Sanitary Engineering and Rural Hygienization. 

 

¶ Do you need the tender procedure? If yes, please explain what kind of procedure.  

A tender procedure was used for choosing project contractor who prepared equipment (pumping 

stations and materials), machinery for installation and digging soil and for construction work. In 

Poland tender process must comply with Public Procurement Law. Tender process was repeated 

ǘƘǊŜŜ ǘƛƳŜǎ ōȅ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅΣ ǿƘŀǘ ǿŀǎ Ŏaused by proposed prices planned by Municipality 

exceeding by participants of the bidding process. Each of tender processes lasted three weeks, which 

significantly delayed the implementation of the contract. 

 

¶ Is it necessary to obtain any assent for the building project from any institution? 

As described earlier, in case of building project of small wastewater treatment plants up to 5 cu. m. 

per day do not need special assent from any local authorities but institution preparing tender process 

must show project to ask if they have any objections. 

 

¶ Does your country require any tender or auction procedure for necessary construction materials?   

¢ƘŜ ά!Ŏǘ ƻŦ tublic PǊƻŎǳǊŜƳŜƴǘέ concerns the public procurements. Procedures depend on the 

quote of investment. In case of wastewater treatment plant for Bruszewo School tender process was 

prepared for complete investment. {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ŘƛŘ ƴƻǘ ƴŜŜŘ ǎǇŜŎƛŀƭ ŀǳŎǘƛƻƴ ŦƻǊ ƳŀǘŜǊƛŀƭǎΦ 

  



VillageWaters Project Research about Wastewater Treatment Systems 

16 
 

1.3. Execution of the project (building) 

1.3.1. Technologies of the implemented systems 

Description of the wastewater ǘǊŜŀǘƳŜƴǘ Ǉƭŀƴǘ ƛƴ .ǊǳǎȊŜǿƻ ǎŎƘƻƻƭΣ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ 

 

Figure 1. Location of the wastewater treatment plant in Bruszewo school, Sokoğy Municipality 

 

Basic design data: 

o Number of children ς 46, 
o Number of teachers ς 10, 
o Width of the place for building pilot plant ς 20 m, 
o Length of place from school to the road ς 18,5 m, 
o - daily standard of water consumption without a canteen for 1 child - 15 dm3 / d (table 

3.2.2.4./3 - water supply and sewage - guidelines), 
o - water consumption according to information received from the school - annual consumption - 

120 m3 / year, daily consumption - 330 dm3 / d, which is about 6 dm3 / d x person, which can 

be, among others, the result of the lack of part of students during lessons. 
o For further calculations, the water consumption is assumed 10 dm3 / d x person, hence the total 

consumption will be 560 dm3 / d, 
o Assuming a hydrophoic load with a vertical flow of 3 m2 / 120 dm3 / d, the total bed area 

should be about 5 m2. With a bed width of 2 m, its length will be about 3 m. For safety reasons, 

a bed of 2 x 4 m is assumed. 
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Figure 2. Scheme of the wastewater treatment plant for Bruszewo school in Sokoğy Municipality. 

 

Description of the pilot plant for the Bruszewo school. 

 

Sewage disposal from school 

wŀǿ ǎŜǿŀƎŜ Ŧƭƻǿǎ ŦǊƻƳ ǎŎƘƻƻƭ ōȅ ƎǊŀǾƛǘȅ ǇƛǇŜ t±/ ∑ мсл Ƴm to the concrete sedimentation tank 2. 

CǊƻƳ ǎŜŘƛƳŜƴǘŀǘƛƻƴ ǘŀƴƪ н ǘƘǊƻǳƎƘ t±/ ∑ мсл ƳƳ ǇƛǇŜ о pre-treated wastewater flows to the 

concrete tank 4. From tank 4 sewage are pumped by pump 6 equipped with disintegrator of solid 

parts by PEHD pipe ∑ 50 mm to the pipelines distributing sewage 14 laying on filter bed. 

 

Construction of the filter bed 

Bottom: rinsed sand with a thickness of 2 cm and grain size 0.5 - 2 mm (19), then a geomembrane 

(PEHD foil) with a thickness of 1 mm (17) laid on it, a layer of 100 cm thick gravel is poured onto the 

geomembrane (18 ), with a grain thickness of 4 - 16 mm. This gravel layer is covered with drainage 

pipelines (18) discharging filtered sewage to the final pumping station (20). On the layer of gravel 

there is a geotextile (16) separating the layer of gravel from the layer of calcareous rock (11) with the 

thickness of 30 cm and grain size 3 - 5 mm. The calcinated rock is pH = 12 and its task is to eliminate 

contaminants with pathogenic microorganisms and due to its chemical composition, the binding of 

physical and chemical impurities, such as nitrogen and phosphorus compounds. Above the layer of 

rock, separated by geotextile (15). there is a layer of sand and gravel sandbar with a thickness of 120 

cm (10) and a grain diameter of 8 - 16 mm, which is designed to filter fine suspension and a partial 

physical-chemical impurity. The next, top layer is humus (9) with a thickness of 30 cm. Humus is 

made as a mixture of high peat (20%), mature compost (60%) and hardwood chips (20%). The upper 

layer is planted with macrophyte vegetation (manna mielec and rigid sedge). Plants growing on the 

humus layer and microorganisms contained in it constitute the first filtration layer. Under the layer of 
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ƘǳƳǳǎΣ ŀ ǎŜǘ ƻŦ ∑ ƳƳ t±/ ǇƛǇŜƭƛƴŜǎ όмпύ ŘƛǎǘǊƛōǳǘƛƴƎ ǎŜǿŀƎŜ ǘƘǊƻǳƎƘ ǘƘŜ ōŜŘ ǿŀǎ ǇƭŀŎŜŘΦ Lƴ ǘƘŜ 

lower part of the geomembrane (17) a set of collecting drainage pipelines (18), Ø 75 mm connected 

ǘƻ ǘƘŜ ŘǊŀƛƴŀƎŜ ǇƛǇŜƭƛƴŜ ∑ тр ƳƳ I5t9 ǿƛǘƘ ŀ ǎƭƻǇŜ ǘƻ ǘƘŜ Ŧƛƴŀƭ ǇǳƳǇ ǎǘŀǘƛƻƴ όнлύΦ  

 

Sewage disposal from filter bed 

The sewage after passing through the filtration layer flows to the final pump station (20) from where 

it is pumped (21) and pipeline (22) to the stabilization tank (denitrification) (25) through the fountain 

nozzle (23). The stabilization tank is sealed with a foil (24), 1 mm thick, against leaks of treated 

sewage to the ground. In the winter period, during freezing temperatures there is a possibility of 

returning sewage to the final pumping station after manual overrunning of the three-way valve 

placed in this tank on the pipeline (22). 

 

Power and control 

Both pumps (6 and 21) are supplied from the school building via a control box next to the pumping 

station. The pumps are switched on and off in accordance with the liquid level set in the pump rooms 

by means of the floats placed in them (26). Regardless of the automatic pump control, there is a 

possibility of manual control. 

 

Service and operation 

The treatment plant works in an automatic cycle, after powering the pumps into electricity. 

However, it is necessary to periodically select sewage sludge from the first tank [settling tank (2)] 

every 6 months and take them to the collective sewage treatment plant for disposal. Supervision 

over the operation of the treatment plant can, after training, be performed by one person from the 

school service. 

 

¶ Who is the main investor? 

The main investor is ǘƘŜ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ǳǎƛƴƎ ƳƻƴŜȅ ŦǊom Village Waters project. 

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with the 

choice criteria. 

¢ŜƴŘŜǊ ǇǊƻŎŜŘǳǊŜ ƻǊƎŀƴƛȊŜŘ {ƻƪƻƱȅ aǳƴŎƛǇŀƭƛǘȅΦ CƻǊ ǎǘŀǊǘƛƴƎ ǘƘŜȅ ƻōǘŀƛƴŜŘ ŦǊƻƳ LƴǎǘƛǘǳǘŜ όмнύ Ŧǳƭƭ 

documentation with necessary permissions. Documentation was available for inspection by the 

companies starting in tender. The main criteria were: the lowest price, experience in the 

implementation of similar facilities, the possession of appropriate equipment and qualified staff, as 

well as the due date. After opening proposals Municipality chose the most advantageous offer.  

 

¶ Give characteristic of the Company realizing the project after tender procedure. 

A small local company was in charge of the construction work dealing with the operation of existing 

treatment plants in the municipality region. 
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¶ Beginning of the execution: signing agreement between investor and Company ς explain all the 

terms of agreement from Investor and realizing Company sides, with scope of work. 

According to the agreement between Municipality and Company, the Company committed to 

transfer the complete facility.  

 

¶ What is the estimated costs distribution between earthworks, machinery and man-work in the 

building process? 

The estimated costs distribution between earthworks/man-work (installations) and machinery was 

60/20/20. 

 

¶ What kind of materials, installations and devices will be used in the building process? 

The pilot plant includes gravity pipes, pressure pipes, pumps, valves, distribution pipes, collecting 

pipes, drainage pipes, electricity supply and control and filtration bed.. The electricity for the pumps 

is provided by the school. 

 

¶ Is there any investor supervision? 

¢ƘŜ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ŜƳǇƭƻȅŜŘ the technical supervision service from a local expert. Also designer 

fulfilled the role of supervisor for compliance with the documentation. 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

There was no important need for changes in this project. 

After completing the investment for technical and technological acceptance of the investment 

gathered the commission consisting of the representative of investor, supervisor, executor, designer 

and people from our project.  

 

¶ What criteria object should fulfill during start-up of objects?  

The first were minimum technological criteria according to the Maximum permissible values of 

pollution indicators or a minimal percentage of pollution reduction for domestic or municipal sewage 

introduced into waters or into the earth1) [Regulation of the Minister of the Environment of 

November 18, 2014] (for wastewater treatment plant up to 2000 persons:  

-  BOD5 in outlet sewage up to 40 mg O2/dm3, 
-  COD in outlet sewage up to 150 mg O2/dm3, 
-  SS (suspended solids) up to 50 mg/dm3, 
-  Total Ammonia up to 30 mg/dm3, 
-  Total Phosphorus up to 5 mg/dm3. 

During the start-up of the treatment plant, the technological criteria can be lowered, for example: 

technological criteria for up to 50 %. All mechanical devices and electricity must work properly. 
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¶ Explain how standards requirements are fulfilled? 

Strength and capacity criteria are tested in accordance with the standards PN-EN 12 566 (1 to 7). 

After completing pilot plant starts work for 24 hours and commission checks if all elements are 

function properly. Also, after the treatment plant has been refined independent, specialistic 

organization with certified laboratories takes probes of raw and treated sewage. 

 

1.3.2. Problems encountered during the building and their solutions. 

 

¶ What changes and problems contains as-build project? Do changes inflow any problems on 

technology or constructions? 

Building process was carried out in accordance with the design plans and was completed in time. 

Planned ōȅ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ cost was not exceeded.  

Building cost calculated by the participaƴǘǎ ƻŦ ǘƘŜ ǎǳōǎŜǉǳŜƴǘ ǘŜƴŘŜǊǎ ƛƴ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ 

exceeded amount allocated for building pilot plant in project, Bl 6. Each tender took the time, and in 

the third tender building cost has been accepted by Municipality in the late autumn. Building was 

completed in the end of December and we could not check parameters of the outflow sewage in low 

temperatures (denitrification pond was covered by ice).  

 

¶ From building process and mechanical parts please describe which elements are agreed with 

project design and which are not agreed. 

Each part was agreed upon from the beginning. 

 

¶ What was the most difficult problem? 

The unforeseen expenses as described earlier. 

 

¶ Who and how solved the problem? 

{ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ŘŜŎƛŘŜŘ ǘƻ ŀŘŘ ƴŜŎŜǎǎŀǊȅ ǉǳƻǘŜ ŀŘŜǉǳŀǘŜ ǘƻ ǘƘŜ proposed by the tender 

participant who offered lowest price. 
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1.4. Activities after the finalization of building process. 

1.4.1. Overall conclusions on the building process. 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? 

The greatest problem in the project was evidence in the local technical office, confirming all building 

projects that designed individual wastewater treatment plant for Bruszewo School does not need any 

confirmation, only submitting in office completed project. Technical details of project were discussed 

ǿƛǘƘ ŜƳǇƭƻȅŜŜǎ ŦǊƻƳ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ŘǳǊƛƴƎ ŘŜǎƛƎƴ ǇǊƻŎŜǎǎ ŀƴŘ ŀǎ the end result building 

process was realized in accordance with the project. 

 

¶ What was properly or improperly designed and realized? 

The project management was successful, because of the organization all formal process by 

Municipality were handled properly. The construction work was finalized later than we expected 

because tender process was repeated three times. The project was completed, but exceeded 

planned budget and Municipality added necessary quote. The Pilot in Bruszewo school allowed for 

solving problem with transportation sewage by tanks to the central plant and is the good example for 

village citizens and their children how to build individual wastewater treatment stations with good 

technological results and nice view with water soluble plants.  

 

¶ Do these new structures meet habitants and your expectations? What was new comparing to the 

known technologies and constructions? Ownership of the installation? 

The new structures meet the inhabitants and the Village Waters Projects expectations. New 

technological and construction element was the layer of calcinated opoka in soil deposit protected 

against phosphorus and bacteria. Ownership of the installation is by the municipality. 

1.4.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants. 

¶ Current technological data acquired from the completed wastewater treatment plant.  

Description of the performance and functioning data of the constructed pilot wastewater treatment 

Ǉƭŀƴǘ ŎŀƴΩǘ ōŜ Ŏƻmpleted at all because building process was finished in winter time and the 

treatment plant could not achieve the planned technological parameters. Results of purification 

efficiency were taken from similar plants in exploitation. 

 

The BOD5, COD, total Ammƻƴƛŀ ŀƴŘ t ǊŜŘǳŎǘƛƻƴ ƛƴ Ǉƛƭƻǘ Ǉƭŀƴǘ ƛƴ {ƻƪƻƱȅ aǳƴƛŎƛǇŀƭƛǘȅ ǿŜǊŜ ŀǎ ŦƻƭƭƻǿΥ 

reduction BOD5 were 89,9%, COD ς 65,5%, P total -27%, N total ς 59%. 

The electricity consumption was 0,346 kWh/m3 with average annual amount of treated wastewater 

was 1820 m3. 

In the new built pilot improvement of the technological parameters are expected on the level of 30% 

comparing to the existing, measured parameters. 
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¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system?  

In the new pilot we installed two pumps: one with power 1,5 kW, the second with the power 0,85 

kW. Both pumps will consume 0,072 kWh/h and 630 kWh/year.  

 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system?  

Special calcinated opoka layer in soil filter allows for reduction phosphorus and pathogenic bacteria. 

 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

Pilot plant has been built for school pupils. In building helped parents of their children in levelling soil 

layers, planting water soluble plants and laying stones on the rim of the denitrification pond. 

 

 

According to the water sampling results have shown that during the treatment process the 

wastewater is treated efficiently and vary: biochemical oxygen consumption in 5 days (BOD5) 78 -

98%, total nitrogen (Nt) -1 - 93%, total phosphorus (Pt) -214 - 93 %. Soil pollution by all indicators is 

not high. 
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Appendices 

 

 

 

 

Picture 1. School in Bruszewo with soil filter in building stage. 

 

 

 

Picture 2. Soil filter with distribution and aeration pipelines before covering  
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Picture 3. Completed soil filter with vegetation 

 

 

 

Picture 4. Pumping station 
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Picture 5. Denitrification pond 
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A PILOT CASE OF TYLICZ IN POLAND: THE 
POLIGONE CENTER FOR INDIVIDUAL SEWAGE 
TREATMENT CLEANING SYSTEMS 

Authors: Andrzej Jucherski, Andrzej Walczowski, Grzegorz Skalniak 

1.5. General information 

Report from realization of object: Educational and presentation path of technological objects in 

individual wastewater treatment systems using filtration processes in quasi technical soil and plant 

installations.  

The concept of the location of technological objects designed and made in the project is shown in the 

schematic diagram (Figure 3). Equipment and installations included in the technological path of the 

educational and presentation path were made according to detailed drawings, pictorial sketches as 

well as material specifications and lists of technical equipment elements of individual components of 

the devices. The basis for the program concept of the project was to create a closed (out-of-flow) 

system of quasi technical and technological facilities, made and operating in full technical and 

operational scale, configured in the process of the full range of wastewater treatment in individual 

systems operating in dispersed rural areas. 

 
The constructed complex of devices and buildings is to fulfill three basic functions: 

o presentation, by indicating the basic principles and devices for wastewater treatment in devices 

used at home in rural areas, 
o implementation, by showing ready solutions and the effects of their work and the possibility of 

their application in rural practice, 
o training and instructional, through use in the form of ready props during the anticipated and 

indispensable educational activity related to village sanitation, addressed to a wide range of 

people from rural communities, where the level of general ecological awareness, as well as basic 

knowledge about environmental protection is still insufficient . Environmental education is the key 

to the success of any individual sanitation programs in the village. 

1.6. Planning the investment 

1.6.1. How contracting processes were organized and put to practice 

¶ What contract do you need before running the investment and what is the legal basis for it? 

The team consisting of: Andrzej Jucherski, Andrzej Walczowski and Grzegorz Skalniak are the authors 

of the general concept of the project as well as detailed technological and technical solutions. The 

program was implemented using the procedures in force at the Institute regarding executive orders 

for people and purchases. For obvious functional and logistic reasons (costs), the local market and its 

cheapest representatives were taken into account when selecting participants of tenders and 

purchases.  

1. The tender offer "Device of technological objects of the Field Presentation and Training 

Center at the Institute of Technology and Life Sciences in Tylicz" was carried out by the 
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ǎŜƭŜŎǘŜŘ ƭƻŎŀƭ ŎƻƳǇŀƴȅ Ϧ¢ǊŀƴǎǇƻǊǘ ǎŜǊǾƛŎŜǎΣ 9ŀǊǘƘǿƻǊƪǎϦ ōȅ .ŀǊǘƱƻƳƛŜƧ DƛŜǊǎȊŜǿǎƪƛ ŦǊƻƳ 

tƻǿǊƻȋƴƛƪ ǾƛƭƭŀƎŜ 

2. Demand for offers for construction and installation materials was carried out in the company 

Ϧtt¦I ²ƛǘŜŎƪƛ WŜǊȊȅ ŀƴŘ Yŀǿǳƭŀ aŀǊŜƪ ǎǇƽƱƪŀ ƧŀǿƴŀϦ ŦǊƻƳ tƻǿǊƻȋƴƛƪ ǾƛƭƭŀƎŜΦ 

3. Wooden dresser for making wooden enclosures and fences was ordered at the local Forest 

Experimental Station. 

 

¶ As you know, 75% (Finland) or 85% (Estonia, Latvia, Lithuania, Poland) will be paid from project. 

Who is obliged to pay for the rest of the building activity? 

For the rest of activity (15% of the total quote) pays Ministry of Science and Higher Education.  

 

¶ Parties of the contract. Who is responsible for what? What are the terms in the contracts? 

Field Presentation and Training Center in Tylicz is the part of the Institute of Technology and Life 

Sciences in Falenty. Institute is responsible for the financing from Village Waters project (BL6) as 

nonprofit educational investment for habitants and municipalities from mountains region.  

Educational path has been built in accordance with the design assumptions of the Village Waters 

project. !ƭƭ Ƴŀƴǳŀƭ ǿƻǊƪǎ ǿŜǊŜ ǊŜŀƭƛȊŜŘ ōȅ ŜƳǇƭƻȅŜŜǎ ŦǊƻƳ ¢ȅƭƛŎȊ {ǘŀǘƛƻƴΣ ƘŜƭǇƛƴƎ ǘƘŜƳ ƴŜƛƎƘōƻǊΩǎ 

and other habitants from Tylicz Village. Works needed mechanical equipment, also delivery and 

shopping were realized with accordance to the Public Procurement Law and agreed assumptions of 

Village Waters project. 

 

1.6.2. How the official processes were carried out. 

In every country the official processes are carried out in different way. It depends on local conditions 

and local law, so: 

 

¶ How the official processes looks in your country (scheme of the legal path)? 

In Poland official tender process depends on the amount needed for realization, according to the 

Public Procurement Law. Tender processes in Tylicz Station were realized only for mechanical works 

and deliveries necessary for building educational path. For each work and delivery from outside the 

Institute were proceeded tender processes adequate to the amounts planned and included in 

individual contracts. For each contract was prepared inquiry with selection of the best offer. All the 

documents were properly prepared and signed. 

 

¶ What is your role in planning? 

Team from Tylicz Station before building prepared all necessary documentation with drawings, 

technological calculations, materials and equipment with necessary calculation of the amount 

included allocated in the Village Waters project (BL6) for construction. Educational path was 

constructed in accordance to the earlier prepared documentation. 
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¶  Do you need the tender procedure? If yes, please explain what kind of procedure.  

Tender procedure was necessary for fulfilling requirements of Public Procurement Law. In the 

process of preparation of investment was necessary only simple tender procedure for small quotes. 

For each material, equipment, transportation and earthworks was prepared separate tender with 

inquiry and selection the best offer. After ending work or supply each contractor issued an invoice for 

Institute. 

 

¶ Is it necessary to obtain any assent for the building project from any institution? 

In case of building educational path Tylicz Station did not need any assent for project. Project was 

prepared as innovative and was realized on the own area of the Institute. 

 

¶ Does your country require any tender or auction procedure for necessary construction materials?   

¢ƘŜ ά!Ŏǘ ƻŦ tǳōƭƛŎ tǊƻŎǳǊŜƳŜƴǘέ concerns the public procurements. Procedures depend on the 

quote of investment. In case of educational path are only necessary simple tender procedures for 

small quotes for construction materials. 

 

1.7. Execution of the project (building) 

1.7.1. Technologies of the implemented systems 

 

¶ Description of the biological wastewater treatment installation in Tylicz Station 

 
1. Short description 

Wastewater treatment installation in Tylicz Station was designed for mountain conditions and is 

localized on slope. Installation was intended for treatment sewage from individual houses, up to the 

50 persons. Consists of the several treatment parts are visible on the pictures and photos. It is 

especially designed for mountains habitants living in separate houses without possibility connection 

to the piping system. Each part (station) of the installation is described on the special tables for 

better recognition by local population, which wants to build wastewater treatment stations for their 

own farm. Installation is designed with utilization water soluble plants.  

 

2. Technology description 

Installation consists of the 7 elements fulfilling different roles in the treatment system (Figure 3). 
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Figure 3. Layout of technological facilites in the ITP. ZSITW ς GCB Tylicz project. 

 

¶ Who is the main investor? 

The main investor is Institute of Technology and Life Sciences investing money from Village Waters 

project (BL6). 

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with the 

choice criteria. 

Investment were not realized in tender procedure. Only parts as soil excavation and levelling, 

materials and equipment delivering subjected to bidding or auctioning processes in small scale with 
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the lowest price as choice criteria. As example were supply of wooden logs, pumps, tanks and other 

elements of the designed educational path.  

 

¶  Give characteristic of the Company realizing the project after tender procedure. 

There were not any one Company. Supplies and services were realized by small local companies and 

shops. 

 

¶ Beginning of the execution: signing agreement between investor and Company ς explain all the 

terms of agreement from Investor and realizing Company sides, with scope of work. 

There were not any signing. Investment was realized directly by employees of the Tylicz Station. 

 

¶ What is the estimated costs distribution between earthworks, machinery and man-work in the 

building process? 

Estimated cost distribution I building process between earthworks, machinery and man-work was as 

35/15/50. 

 

¶ What kind of materials, installations and devices will be used in the building process? 

Detailed description of the materials and devices is described in details in acknowledgement. 

 

¶ Is there any investor supervision? 

Educational path was physically realized by employees of the Tylicz Station, who designed all 

elements of path and they did not need any special supervision. 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

Answer for this questions is in the previous sentence. 

 

¶ What criteria object should fulfil during start-up of objects?  

Educational path has been built for education of habitants, municipalities and local organizations 

how to obtain proper technological and ecological results building individual wastewater treatment 

plants in mountain and other declined areas. This solution has a special reference to regions with 

requirements for higher technological parameters for treated slurries. 
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The first were minimum technological criteria according to the Maximum permissible values of 

pollution indicators or a minimal percentage of pollution reduction for domestic or municipal sewage 

introduced into waters or into the earth1) [Regulation of the Minister of the Environment of 

November 18, 2014] (for wastewater treatment plant up to 2000 persons:  

o BOD5 in outlet sewage up to 40 mg O2/dm3, 
o COD in outlet sewage up to 150 mg O2/dm3, 
o SS (suspended solids) up to 50 mg/dm3, 
o Total Ammonia up to 30 mg/dm3, 
o Total Phosphorus up to 5 mg/dm3. 

During the start-up of the treatment plant, the technological criteria can be lowered, for example: 

technological criteria for up to 50 %. 

Strength and capacity criteria are tested in accordance with the standards PN-EN 12 566 (1 to 7). All 

mechanical devices and electricity must work properly. 

 

¶ Explain how standards requirements are fulfilled? 

Strength and capacity criteria are tested in accordance with the standards PN-EN 12 566 (1 to 7). 

 

1.7.2. Problems encountered during the building and their solutions. 

¶ What changes and problems contains as-build project? Do changes inflow any problems on 

technology or constructions? 

During construction educational path employees of Tylicz Station did not have any special technical 

and technological problems. One, important problem was formal with payment for materials, 

equipment and excavation because accounting department of our institute is in Falenty near Warsaw 

and all papers were sent from Tylicz to Falenty for signing and paying.  

 

¶ From building process and mechanical parts please describe which elements are agreed with 

project design and which are not agreed. 

Each part was agreed upon from the beginning. 

 

¶ What was the most difficult problem? 

The most difficult problem was how to complete investment on time, without exceeding assumed 

costs. 

¶ Who and how solved the problem? 

Problems with completing investment on time without exceeding costs the Tylicz team solved doing 

all manual works by themselves with help of neighbors. The base of all tenders and auction was the 

lowest price. 
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1.8. Activities after the finalization of building process 

1.8.1. Overall conclusions on the building process 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? 

Designers of the educational path expected, that part of the old path can be rebuilt, but they had to 

build construction with new elements. They spent on building more time as they expected working 

hard. As the result, new educational path have separate stations, each with short description for 

better understanding for viewers how to solve in the best way problems with wastewater treatment 

in individual households. 

 

¶ What was properly or improperly designed and realized? 

All construction was designed and realized properly and can be used as visit card how to build 

individual wastewater plants in the mountains regions. 

 

¶ Do these new structures meet habitants and your expectations? What was new comparing to the 

known technologies and constructions? Ownership of the installation? 

Technology and construction of educational path is based on sewage treatment with help of plants, 

grass and soil, and with sewage slowly leaking down the slope up to the stabilization pond. This type 

of construction takes more place as typical tank with aeration and denitrification zones, but is more 

effective and can be part of gardening with water soluble plants. However, construction as 

educational path needs more care by habitants than aerated, underground tank. Summing up, this is 

construction proper for agro touristic households teaching guests how to treat wastewater in a 

people- friendly way.  Ownership of the installation is by the municipality. 

1.8.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants. 

As already mentioned, the essence of the project was the planned specialized implementation 

activities, carried out by competent group of the Institute's employees for the benefit of the entire 

rural community, but without its participation. 

This is not an example of one specific sewage treatment plant, but a systematized set of appropriate 

functional models of devices that can be used in different ways by individual investors, according to 

their needs, capabilities and local requirements of environmental protection. 

The intention of the project was to present the technological possibilities of domestic wastewater 

treatment by quasi technical solutions designed especially to use on rural low populated areas but 

working with the treatment efficiency that is compared to the possibilities of the wastewater 

treatment facilities applied in agglomerations. 

Current technological data acquired from the completed wastewater treatment plant.  

Description of the performance and functioning data of the constructed pilot wastewater treatment 

Ǉƭŀƴǘ ŎŀƴΩǘ ōŜ ŎƻƳǇƭŜǘŜŘ ŀǘ ŀƭƭ ōŜŎŀǳǎŜ ōǳƛƭŘƛƴƎ ǇǊƻŎŜǎǎ ǿŀǎ ŦƛƴƛǎƘŜŘ ƛƴ ǿƛƴǘŜǊ ǘƛƳŜ ŀƴŘ ǘƘŜ 
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treatment plant could not achieve the planned technological parameters. Results of purification 

efficiency were taken from similar plants in exploitation. 

Average, many-year quantities of pollutants assessed in in treated wastewater: - BOD5 -2,5 mg O2 / 

dm3; COD - 25.0 mg O2 / dm3; Ntotal - 19.5 mg / dm3; P-PO4 - 1.5 mg / dm3 and a total suspension of 6.5 

mg / dm3 were lower than required by Polish regulations. 

Technological reliability of the installation, evaluated in the same components of the Weibull 

impurities: BOD5 and COD - 100%; N total - 76.8%; P-PO4 - 98.2%; total suspension - 99.5%, was very 

high, compared to other household sewage treatment devices, which makes the rated solution 

unique to the effective protection of local water resources. 

 

¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system?  

Renovated wastewater treatment system is based on the gravitational downslope flow of sewage, 

and in 5л҈ ƻŦ ǎƻƭǳǘƛƻƴǎ ŘƻŜǎƴΩǘ ƴŜŜŘ ŀƴȅ ǇǳƳǇ ƻǊ ǎǇŜŎƛŀƭ ŀŜǊŀǘƛƻƴΦ We can assume, that in this 

system energy consumption is zero. In case of the rest of these systems we need small pump for 

pumping from septic tank to the filter bed with sprinkling system. In this case energy consumption is 

0,275 kWh/m3 and 41,25 kWh/Year 

 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system?  

The main environmental benefit from building wastewater treatment plant in accordance to the 

technological and construction solution of Educational path is very high level of effectiveness with 

the nice view of the system. 

 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

In the mountains region many households who run agritourist farms or rent rooms directly in 

summer and winter. For them is very important, that wastewater treatment system can accept a 

variable amount of sewage supply of wastewater. In addition, proposed pilot system looks nice with 

hydrophilic plants, small stabilization pond, trench and pond with possible fishes. 

 

¶ Current enviro-hygienic data acquired from the renovated wastewater treatment plant: 

Comparing and discussing the differences between the analysis results of the old and new system 

(table). 

The installation is supplied with wastewater coming from the Institute's buildings (sewage inflow: Q = 

4.0 m3 / day) through the existing sewage system. The sewer system is equipped with a settling tank 

of volume V = ca. 80 m3 with a 20-day wastewater retention time. In addition, this wastewater is 

periodically diluted by the water from the Institute's buildings drainage system. 
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The physico-chemical characteristics of wastewater according to average long-term (18-year) data is 

as follows: 

o pH: from 7.28 to 7.33, 
o Redox: from -192 to -228 mV, 
o Temperature: from 5.2 to 11.8 centigrade, 
o Dissolved oxygen content: from 0.7 to 1.5 mg / l, 
o BOD5: from 95 to 150 mgO2 / l, 
o COD: from 145 to 196 mgO2 / l, 
o N-NH4: od 43 do 45 mg/l, 
o Ntot: od 48 do 59 mg/l, 
o P-PO4: od 5,6 do 6,0 mg/l, 
o Total suspended solids: od 36 do 51 mg/l. 

 
 

According to the water sampler results the wastewater is treated efficiently and vary during the 

treatment process: suspended materials 83ς100%, biochemical oxygen consumption in 5 days (BOD5) 

95 -100%, total nitrogen (Nt) 37 - 98%, total phosphorus (Pt) 48- 84 %. Contamination of groundwater 

is higher in Krynica-½ŘǊƽƧ ǿŀǎǘŜǿŀǘŜǊ ǘǊŜŀǘƳŜƴǘ Ǉƭŀƴǘ ǘƘŀƴ {ƻƪƻƱȅ ǿŀǎǘŜǿŀǘŜǊ ǘǊŜŀǘƳŜƴǘ Ǉƭŀƴǘ 

regarding Fecal enterococcus and Coliformic bacteria but lower re-garding E. coli-bacteria. The 

groundwater in this place is also not suitable for human consumption due to microbiological 

contamination. Soil pollution by all indicators is not high. 
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Appendices 

List of works carried out in the project and elements of educational path 
 

 
 
Picture 6. Container with a distribution well and a pumping system for supply of all objects with wastewater. a. 
making roofing cover of sheet, b. making of facing on outside walls with use of impregnated wood, c. replacement 
of inside insulation (by use of keramzyt). 

 

 
 
Picture 7. A control and distribution well.  
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Picture 8. Quasi technical reactor with a sprinkled filter bed. 

a. design and construction of a new roofing cover in form of a removable frame with a 
polycarbonate transparent sheets, 

b. replacement of the upper filtration layer of granules from expanded clay (30 cm), 
c. modernization of the sprinkler for increasing the coverage of bed surface with sewage  
d. equipping the lateral inner walls of the bed housing with a layer of synthetic grass in order to 

weak the wastewater stream and increase their area of interception and time of retention. 
 
A well for control and wastewater distribution to appropriate places. 
a. making and replacement of wooden frame by use of impregnated wood logs and stones. 
 
Original filtration beds formed on a slope in form of filtration strips filled with selected compositions 
of a sand and fine gravel creating filtration media, covered with hydrophilic grasses (Fig. 3). 
 
 
 
 
 
 
 
 
 
 
 
 
 
Picture 9. Filtration bed on a slope: 

Reconstruction of one of two filtration beds on a slope 
a. manual earthworks, removing an old soil and plant layer, 
b. profiling the shape of the bed bottom, 
c. purchase and delivery of 15 m3 of gravel with a grain size of 4-12 mm and sand with a grain size of 

1-2 mm, 
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d. purchase, delivery and arrangement on the bed bottom of two sealing layers of building foil, ca.1 
mm thick.  

e. purchase, delivery and arrangement of fabricated curb elements of the 50 meter long in order to 
bordering the sides of the filtration bed. 

f. purchase and making of 2-meter sections of PVC pipes ø160 (8 pieces) and their perforation to 
create openwork baffles arranged perpendicular to the direction of filtration in designated places 
along the length of the bed, to equalize of sewage flow inside the bed (alternatively: purchase of a 
stone and ready-made mesh elements and the making of gabions that meet these requirements). 

g. purchase and deliver of concrete elements, manual earthworks related to reinforcing and 
stabilization of escarpments with use of ready-made "jumbo -type" perforated concrete plates, 

h. mechanical and manual works related to backfilling the filter mixture of the bed , 
i. preparation of water manna seedlings and planting in the spacing of 20 x 20 cm , 
j. making of two roofing covers with use of wood and steel sheet elements to cover the concrete 

housings on the inlet of wastewater into the filtration strips 
 
Wells for inspection and sampling. 
a. purchase of 4 ready-made PVC containers and pipes and fittings (made of PVC) and their workshop 
adaptation and installation in the bed on a slope. 
 
Ditch with wastewater flow 
a. purchase of pipe sections (50 mm, 80 mm and 100 mm diameter) with fittings and 2 PVC 

containers. Making of connections and installation of control well in the ditch. 
b. renovation of a pipe installation with a well for outflow of sewage from a ditch. 
 
An open ditch with a duck weed 
a. esthetic and functional renovation of the ditch and making a duct of PVC pipes supplying the 

sewage to the pond. 

 
Picture 10. Denitrification ditch.  
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Stabilization pond 
a. manual earthworks. Preparation of the surface of the pond for its sealing with the membrane, 
b. purchase of a sealing membrane and it delivery to the workplace. 
c. lining the pond with the membrane and fixing it at the edges of the pond, 
d. manual earthworks: housing and protection of the shore zone of the pond ( slabs, stones, turf), 
e. purchase of pipes and fittings made of PVC with a diameter of 100 mm, making of overflow the 

sewage from the pond to the infiltration area through a distribution ditch filled with stones, made 
at the front part of the area . 

f. purchase of wooden logs (ca. 100 m) at a local forest plant, cutting and debarking, purchase of 
impregnate means and wood impregnation, 

g. purchase of ready-made steel elements for embedding of wooden fence posts in the ground, 
purchase of protective paints and making of anti-corrosion protection, 

h. construction of 60 m long pond fencing - specialist works with the use of hand tools and a 
mechanical saw. 

 

 
Picture 11. Pond as receiver of treated wastewater. 

Ponds with an exudation of a shallow ground water  
a. purchase of poles in the local forest inspectorate (ca. 100 m in total), debarking and cutting, 

purchase of impregnation and protection of wood logs, 
b. purchase of ready steel elements for embedding wooden posts in the ground, 
c. purchase of anti-corrosion paints and painting of steel elements, 
d. pond fencing works with hand tools and a mechanical saw, 
e. earth and planting works, pond's care works. 
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Making the information boards. 
Making the wooden supports for setting the information boards. 
 

 

Picture 12. Information board. Mountain-based hydrological use with typical flora and fauna. 
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1.9. Description of the project management  

The co-operative of Nytorp Vatten andelslaget was in charge of the whole building project 

management. The co-operative stood for all the investments made. The board of the cooperative did 

the practical leading during the whole project. The board was in charge of the allocation of resources 

and documentation of the building work.  

As the board of the co-operative work voluntarily and is not professionals in building infrastructure, 

some help from different experts was needed. This is where Village Waters stepped in. The project 

planner from LUVY (one of the partners in Village Waters) Bernhard Lundström, was the key person 

to search for the right people and instances in different situations. He helped the co-operative to find 

experts and contacts (from the municipalities, from the project Village Waters etc.) and helped the 

board in communication towards the members of the co-operative. He helped the board to make a 

schedule for the building work and was active in the dialogue towards the authorities (the municipal 

water utility). He participated in the monitoring and controlling of the proceeding of the project 

together with the technical supervisor that the municipal water utility required to ensure the quality 

of the work.  

The project management was successful, because of the connections to the local people were 

handled properly. All the citizens participated eagerly and the construction work was finalized in 

time. 

1.10. Planning the investment  

1.10.1. How contracting processes were organized and put to practice 

¶ What contract do you need before running the investment and what is the legal basis for it? 

As the project Village Waters has no investments in the construction of the Gennarby pilot in Finland, 

it is up to the citizens to make the investment in improving the wastewater treatment system. In 

Gennarby the citizens have established a water co-operative (a company) for execution of the 

project. The legal basis for a co-ƻǇŜǊŀǘƛǾŜ ƛǎ ά¢ƘŜ /ƻ-ƻǇŜǊŀǘƛǾŜ !Ŏǘέ όhǎǳǳǎƪǳƴǘŀƭŀƪƛύΦ 9ǾŜǊȅ Ŏƻ-

operative has rules of its own. The aim of a co-operative is to provide services that members need. 

When making an investment the co-operative can execute a tendering-process if the members 

consider it necessary. 

¶ Parties of the contract. Who is responsible for what? 

The constructor gives an offer that the board of the co-operative considers. When the offer is 

accepted, the parties (co-operative and constructor) agree on the execution of the project. A 

contract of the construction is agreed upon. 

¶ What are the terms in the contracts? 

The land-owners give their permission of land-use according to the rules of the co-operative. An 

agreement of land-use is made with the land-owners that are not members of the co-operative. 

When the co-operative is connected to the municipal water supply and sewer network, an 

agreement with the municipality is needed. 
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¶ As you know, 75 % (Finland) or 85 % (Estonia, Latvia, Lithuania, Poland) will be paid from project. 

Who is obliged to pay for the rest of the building activity? 

No money was invested to the pilot by the VillageWaters-project. As the citizens pay 100 % of the 

ƛƴǾŜǎǘƳŜƴǘΣ ǘƘŜȅΩǊŜ ŜƴƎŀƎŜŘ ǘƻ ōǳƛƭŘƛƴƎ ŀ ǿŀǘŜǊ ǎǳǇǇƭȅ ŀƴŘ ǇǊŜǎǎǳǊƛȊŜŘ ǎŜǿŜǊ ǿƘƛŎƘ ŎƻǾŜǊ ǘƘŜ 

northern part of the lake. In the same ditch there are power supply cable and optical fibre for 

communication connection. VillageWaters-project used money for the experts in the building 

process and also data collection. 

 

1.10.2. How the official processes were carried out. 

¶ How the official processes looks in your country (scheme of the legal path)? 

In Gennarby the legal path is restricted to agreements between the members, land-owners and 

municipality, because there is no wastewater treatment and outlet, only transferring the wastewater 

to another network.  

 

¶ What is your role in planning? 

The Village Waters Project participated in the planning process of the water supply and sewage 

network by giving consultation to the co-operative. The co-operative was responsible for the overall 

planning and costs. The co-operative has a local project manager whose work was financed by Village 

Waters project. 

 

¶ Who is responsible for designing total investment? 

In Gennarby, the co-operative is responsible for the total investment including the design. 

 

¶ Do you need the tender procedure? If yes, please explain what kind of procedure.  

A tender procedure was used for equipment (pumping stations and materials) and for construction 

work. 

 

¶ Is it necessary to obtain any assent for the building project from any institution? 

As described earlier, agreement from the land-owners and from municipal water utility was needed. 

 

¶ Does your country require any tender or auction procedure for necessary construction materials? 

¢ƘŜ ά!Ŏǘ ƻŦ ǇǳōƭƛŎ ǇǊƻŎǳǊŜƳŜƴǘέ όƘŀƴƪƛƴǘŀƭŀƪƛύ ŎƻƴŎŜǊƴǎ ǘƘŜ ǇǳōƭƛŎ ǇǊƻŎǳǊŜƳŜƴǘǎΣ ǎƻƳŜǘƛƳŜǎ ŜǾŜƴ 

co-ƻǇŜǊŀǘƛǾŜǎ ƛŦ ǘƘŜȅΩǊŜ ōƛƎ ŜƴƻǳƎƘ or if it can be considered a monopoly. 
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1.11. Execution of the project (building) 

1.11.1. Technologies of the implemented systems 

¶ Description of the technology  

¶ Amount (l/m3) of wastewater inflow  

¶ Inflow and outflow of BOD, N, P  

¶ Use of chemicals and electricity  

¶ The description of the process: basic information and description of the treatment process with the 

technological schemes, what is realizing in each step of technology 

¶ Sludge formation amounts and how many times sludge has to be collected  

¶ Description of regular maintenance needed  

¶ Amount of households connected to the technological system 

 

The description of the technology includes pumping stations, pressurized sewer pipes, trunkline and 

finally Tammisaari Wastewater treatment plant. The amount of households was nine and the amount 

of wastewater can be assumed to be 0.4 m3/d, but is surely dependent on the number of inhabitants 

and usage season of the households.  

The length of the sewage pipes were assumed to be 800 meters together and the material 

polyethylene, which gives for the weight approximately 512 kg. The weights of the pumps are 29 kg 

iron and the pumping tanks 120 kg polyethylene, each. The BOD inflow was assumed to be 200 

g/d/household, nitrogen 56 g/d/household and phosphorus 8.8 g/household. 

Tammisaari Central Wastewater Treatment Plant has BOD-reduction 99 %, N-reduction 68 % and 

phosphorus 99 %, so the reductions are much more effective than the previous situation with only 

the septic tanks as wastewater treatment alternative. Used chemicals are ferro sulphate, lime and 

aluminum-based chemicals. 

 
 

Figure 4. An overall map of the pressurized sewer system in Gennarby. The wastewater is pumped through the 
pressurized sewer to the trunkline of the municipal of Raseborg. The wastewater is treated at the municipal 
wastewater treatment plant. 
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¶ Who is the main investor? 

The main investor is the co-operative with its members. 

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with the 

choice criteria. 

The citizens in Gennarby desired reliable wastewater system with a long life span. A water supply, 

power supply cable and optical fibre were needed to be included. Due to the nearby municipal 

trunkline for water services, there was no need for a treatment plant. The citizens doubted the 

longevity of small scale wastewater treatment plants. The municipal wastewater treatment plant is 

modern and of a high quality and guarantees a sufficient level of treatment. This is why building a 

pressurized wastewater pipeline was chosen. 

 

¶ Give characteristic of the Company realizing the project after tender procedure. 

A small local company was in charge of the construction work, owned by one of the members of the 

co-operative. 

 

¶ Beginning of the execution: signing agreement between investor and Company ς explain all the 

terms of agreement from Investor and realizing Company sides, with scope of work. 

As the owner of the company is a member of the co-operative. 

 

¶ What is the estimated costs distribution between earthworks, machinery and man-work in the 

building process? 

The estimated costs distribution between earthworks/man-work (installations) was 40/60. 

 

¶ What kind of materials, installations and devices will be used in the building process? 

The sewer system includes pressure pipe, pumping stations and valves. The electricity for the pumps 

is provided by the connected households. 

 

¶ Is there any investor supervision? 

The co-operative bought the technical supervision service from a local expert. 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

There was no need for changes in this project. 
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1.11.2. Problems encountered during the building and their solutions 

¶ What changes and problems contains as-build project? Do changes inflow any problems on 

technology or constructions? 

The final cost for connection fee was published to the members before the information of the final 

cost of the project was available. This reduced the flexibility of the construction budget. 

Due to misunderstanding, some of the pipes needed to be replaced by different size (before the 

building process), which caused some changes in the costs. 

The municipal water utility required a technical supervisor for construction, which was not budgeted. 

 

¶ From building process and mechanical parts please describe which elements are agreed with 

project design and which are not agreed. 

Every part was agreed upon from the beginning. 

 

¶ What was the most difficult problem? 

The unforeseen expenses are described earlier. 

 

¶ Who and how solved the problem? 

The local project manager managed all the challenges together with the board of the co-operative 

with the assistance of Village Waters-project. 

1.12. Activities after the finalization of building process 

1.12.1. Overall conclusions on the building process 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? 

¶ What was properly or improperly designed and realized? 

The project management was successful because of the connections to the local people were 

handled properly. All the citizens participated eagerly and the construction work was finalized in 

time. The project was completed according to the budget. The Gennarby Pilot has inspired citizens in 

nearby villages to enhance their wastewater treatment by building sewer networks connected to the 

municipal network. 

¶ Do these new structures meet habitants and your expectations? What was new comparing to the 

known technologies and constructions? Ownership of the installation? 

The new structures meet the inhabitants and the Village Waters Projects expectations to the fullest. 

Pilot is in first owned by wastewater cooperative and later ownership will be moved to Raasepori 

municipality. 
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1.12.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants 

¶ Current technological data acquired from the renovated wastewater treatment plant.  

The BOD and P reduction of Raasepori Central Wastewater Treatent plants were 99 % and N-

reduction 68 %. The electricity needs are 0.83 kWh/m3. The annual amount of treated wastewater is 

1 200 000 m3. For the function of the technology, the new solutions prevent remarkably BOD-, N- 

and P- loads to water systems. 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system?  

Analysing the water samples have shown that the renovation of Gennarby WWTP had a positive 

impact into Gennarbyträsket Lake water status, wastewater is treated efficiently. Due to the short 

study period, no positive change in soil quality has been identified. Long-term research is needed. 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

Lƴ DŜƴƴŀǊōȅΣ ƛƴƘŀōƛǘŀƴǘǎ ǘƻƭŘ ǘƘŀǘ ǎƻ ŦŀǊ ǘƘŜǊŜ ƘŀǾŜƴΩǘ ōŜŜƴ ŀƴȅ ǇǊƻōƭŜƳǎ ƛƴ ǘƘŜ new system. One of 

the interviewed inhabitants mentioned that it feels now safer when there are more properties 

sharing the costs and potential problems of the wastewater system. Via the pilots the information 

about the new wastewater systems has spread to neighbouring areas and technologies used in pilots 

have been copied in other private houses or villages. The water co-operative in Gennarby has got 

new members from the surrounding area and they are building new water pipes. 

¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system? 

In Gennarby, before the changes, the wastewater costs consisted of emptying the old septic tanks 

maximum once per year. After joining the municipal network, the costs increased significantly, due to 

ǿŀǎǘŜǿŀǘŜǊ ŎƘŀǊƎŜ ǇŀƛŘ ŦƻǊ ǘƘŜ ƳǳƴƛŎƛǇŀƭƛǘȅ όоϵκ Ƴ3+ fixed charge). In Gennarby, before the changes 

owners considered that it the cost not very much; some considered it was rather much. Inhabitants 

knew that the prices will increase after the changes and they were prepared for more expensive 

costs. 
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Appendices 

 
 

Picture 13. Taking water samples in Gennarby pilot. 

 

 
 
Picture 14. VillageWaters -project partners are evaluating the new pumping stations in Gennarby pilot. 
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The pilot plant is located in southern Finland, Nurmijärvi. In the pilot a renewal of the private 

household soil filtration for a new one was conducted in a private household because an old one was 

not function anymore. The changes were done in August 2017. No project investment money was 

used in the pilot because household owners paid everything by themselves. Project money was used 

for data collection and analyses of the project. 

1.13. Description of the project management 

¶ Who was in charge of which parts for the project management?  

The work was done by the owner of the system, who was then also in charge of the project 

management. 

 

¶ How the management group has been divided into following steps of project management? 

There was no management group, because the owner of the system di most of the work on his own. 

 

¶ Who took care of management of different kind of sub-tasks as well as schedules and budgets so 

that they follow product plan as well as possible?  

Sub-tasks concerning how the project plan is followed in relation to the schedules and the budget 

were managed by the owner. 

 

¶ Who took care of the relations of the authorities and the dialogue during the project?  

The owner of the house  

 

¶ How the allocation of resources was done and who was responsible for that? 

This project is small and all resource allocation was made by the owner of the house 

 

¶ Who was responsible for documentation?  

Documentation was made by owner of the system. 

 

¶ How the responsibilities were divided in the project group? How the documentation was organized 

between different parts (schedule of the project, costs, quality, effectiveness, dissemination)?  

There is no project group in this pilot project 

 

¶ Who is responsible for monitoring and controlling?  

The owner of the house 

 

¶ Which were functions that were monitored (can be costs, quality, schedule etc.)? 

The most important were costs and schedule (timing of the construction machines) 
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¶ How feedback between product phases has been arranged? 

The owner of the house built up this system by himself. 

 

¶ How the management was succeeded? 

Management went well, because schedule was observed. 

 

1.14. Planning the investment 

1.14.1. How contracting processes were organized and put to practice 

¶ What contract do you need before running the investment and what is the legal basis for it? 

Parties of the contract. Who is responsible for what? What are the terms in the contracts? 

As the project Village Waters has no investments in the reconstruction of the Nurmijärvi pilot in 

Finland, it is up to the owner of the house to make the investment in improving the waste water 

treatment system.  

The so-called household wastewater regulation requires sufficient purification efficiency for the 

treatment of wastewater from the houses. As a result, thousands of wastewater treatment systems 

have been refurbished in Finland. In this case one of the reasons for the renewing of this system was 

this wastewater regulation. 

¶ As you know, 75% (Finland) or 85% (Estonia, Latvia, Lithuania, Poland) will be paid from project. 

Who is obliged to pay for the rest of the building activity? 

The whole pilot was paid by the household owner by himself. 

 

1.14.2. How the official processes were carried out. 

¶ How the official processes looks in your country (scheme of the legal path)? 

According to the Finnish Land Use and Building Act, a permit is required for the construction of a 

waste water system. This authorization is done by the municipal building supervision.  

Household owner applied a permission for its technological changes via local authorities as filling a 

form of the planning permission for minor construction (http://www.nurmijarvi.fi/filebank/4813-

Rakennuslupahakemus.pdf) and its appendix (http://www.nurmijarvi.fi/filebank/5183-3861-

Suunnitelma_jatevedet_uusilomake_UUSIN_241011.pdf). 

 

¶ What is your role in planning? 

The Village Waters Project participated in the planning process of the wastewater treatment plant by 

giving consultation to the house owner. The owner of the house was responsible for the overall 

planning and costs. In addition, data collection and analytics were conducted by the project. 

 

¶ Who is responsible for designing total investment? 

The owner of the house 

http://www.nurmijarvi.fi/filebank/4813-Rakennuslupahakemus.pdf
http://www.nurmijarvi.fi/filebank/4813-Rakennuslupahakemus.pdf
http://www.nurmijarvi.fi/filebank/5183-3861-Suunnitelma_jatevedet_uusilomake_UUSIN_241011.pdf
http://www.nurmijarvi.fi/filebank/5183-3861-Suunnitelma_jatevedet_uusilomake_UUSIN_241011.pdf
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¶ Do you need the tender procedure? If yes, please explain what kind of procedure.  

No 

 

¶ Is it necessary to obtain any assent for the building project from any institution? 

The neighbors must be informed. In theory, neighbors must accept plans, but in practice their 

approval does not matter if the plan meets the requirements of law 

 

¶ Does your country require any tender or auction procedure for necessary construction materials? 

No 

 

1.15. Execution of the project (building). 

1.15.1. Technologies of the implemented systems. 

¶ Description of the technology 

The old technology consisted on four septic tanks, small pump (0.4 kW) and Uponor ground filtration 

pipe packet. The filtration material was sand, and in addition, crushed stone was used.  

In the new technology the septic tanks were the same and sand, crushed stone and pipes were 

changed and one same kind of pump was added before the outflow of the system. The amount of 

sand was 100.75 tons, crushed sand 20.85 tons, mass of pipes 150 kg, mass of pumps 4 + 4 kg and 

mass of filtration textile 4 kg. The number of septic tanks was four and they were 600-1200 mm by 

the diameter and height 2140-2200 mm. 

¶ Amount (l/m3) of wastewater inflow  

Amount on wastewater inflow is assumed to be 575l/d which is quite near a general assumption of 

four persons with 144 l/day/person as an average.  

¶ Inflow and outflow of BOD, N, P  

The inflow of BOD was assumed to be 200 g/d, nitrogen 56 g/d and phosphorus 8.8 g/d. There 

reduction before changes is for BOD 38%, nitrogen 78% and phosphorus 97%. After changes the 

reductions are for BOD ?, nitrogen 78 % and phosphorus  97.5 % 

¶ Use of chemicals and electricity  

Electricity consumption is rather small, because it consists only on one or two pumps: 18.5 kWh/year 

for the old system and 37 kWh/year for the new system. 

 

¶ The description of the process: basic information and description of the treatment process with the 

technological schemes, what is realizing in each step of technology 

The wastewater goes first to the precipitation tank and then it is pumped to soil filtration. 

 

¶ Sludge formation amounts and how many times sludge has to be collected. Description of regular 

maintenance needed. 
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Sludge was collected once or twice a year. 

 

¶ Amount of households connected to the technological system 

Only one household with four inhabitants, occasionally more. 

 

¶ Who is the main investor? 

The owner of the house 

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with the 

choice criteria. 

The building had already a similar wastewater treatment system, but it had been blocked. This is why 

the wastewater treatment system was renewed. Since the building already had precipitation tank 

and a pump, only soil filtration was renewed 

 

¶ Give characteristic of the Company realizing the project after tender procedure. 

The owner of the house 

 

¶ Beginning of the execution: signing agreement between investor and Company ς explain all the 

terms of agreement from Investor and realizing Company sides, with scope of work. 

The owner of the house made the assembly work 

 

¶ What is the estimated costs distribution between earthworks, machinery and man-work in the 

building process? 

The estimated costs distribution between earthworks/man-work (installations) was 70/30. 

 

¶ What kind of materials, installations and devices will be used in the building process? 

PE-pipes, gravel, sand 

 

¶ Is there any investor supervision? 

No 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

There was no need for changes in this project. 
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1.16. Problems encountered during the building and their solutions. 

¶ What changes and problems contains as-build project? Do changes inflow any problems on 

technology or constructions? 

Implementation was made mainly according to plan. There were some challenges in part delivery like 

missing parts and wrong pipes. A second pump had to be installed after the soil filter so that the 

water could be discharged to the ditch. The soil filter was slightly higher than planned and in that 

case the excavator was a little too small for that work. The soil was too immersible and the working 

area of the excavator had to be built with a supporting work platform (gravel and geo textile). 

 

¶ From building process and mechanical parts please describe which elements are agreed with 

project design and which are not agreed. 

Every part was agreed upon from the beginning. 

 

¶ What was the most difficult problem? Who and how solved the problem? 

The all problems were solved by the owner of the house 

 

1.17. Activities after the finalization of building process. 

1.17.1. Overall conclusions on the building process. 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? What was properly or improperly designed and 

realized? 

This project was so simple and well-designed that nothing big went wrong. This was made easier by 

the fact that the owner of the house designed and implemented the project himself. 

 

¶ Do these new structures meet habitants and your expectations? What was new comparing to the 

known technologies and constructions? Ownership of the installation? 

So far yes. The used technology is traditional and similar than old system. The pilot is owned by 

house owner. 

1.17.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants. 

¶ Current technological data acquired from the renovated wastewater treatment plant.  

The main point in changing the system was that the old system was not functioning any more. The 

new system is very much like the old one, additional was only one pump more. The owner of the 

house was satisfied with the old system, but because it was not working any more, the change had to 

be done. 
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¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system? 

Almost same, only one extra pump: 18.5 kWh/year for the old system and 37 kWh/year for the new 

system 

 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system? 

The new sand filtration layer removes phosphorus more efficiently than the old one 

The soil analysis have shown that the renovation of Nurmijärvi WWTP had a positive change in soil to 

total and soluble phosphorus, soluble nitrogen, ammonia and nitrates nitrogen concentrations in all 

point; Long-term research is needed. 

 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

In Nurmijärvi inhabitants were satisfied with the technology of soil infiltration due to low costs and 

ŜŀǎƛƴŜǎǎ ƻŦ ǘƘŜ ǎȅǎǘŜƳΦ ¢Ƙƛǎ ǿŀǎ ǊŜŀǎƻƴ ǘƻ ōǳƛƭŘ ŀ ǎƛƳƛƭŀǊ ƻƴŜΦ ¢ƘŜȅ ƘŀǾŜƴΩǘ perceived any changes in 

their life after building the new system. The costs to build an infiltration field are rather much, but 

ǳǎŜ ŀƴŘ ƳŀƛƴǘŜƴŀƴŎŜ Ŏƻǎǘǎ ƻŦ ǘƘŜ ǎȅǎǘŜƳ ŀǊŜ ŀŦŦƻǊŘŀōƭŜΣ ŀƴŘ ŀŎŎƻǊŘƛƴƎ ǘƻ ƻǿƴŜǊǎΩ ŎŀƭŎǳƭŀǘƛƻƴǎ ǘƘƛǎ 

was most affordable solution for their own use. Owners did the physical work in building process by 

themselves. 

 

¶ Current enviro-hygienic data acquired from the renovated wastewater treatment plant: 

Comparing and discussing the differences between the analysis results of the old and new system 

(table). 

The new soil filtration system was set up in the summer 2017. Every side of the absorption field (1-4 

point, 25 cm and 100 cm depths) soil results have shown that, from October 2017 until September 

2018 total and soluble phosphorus, soluble nitrogen, ammonia and nitrates nitrogen concentrations 

in all point were lower compared to the concentrations in 2017. But from October 2017 until 

September 2018, nitrites nitrogen concentration in all points was higher compared to the values in 

2017. From October 2017 until September 2018, Coliformic bacteria , Escerichia coli bacterial, Fecal 

colifomic bacteria and fecal streptococci values were the same compared to the values in 2017. 
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Appendices 

 
 
Picture 15. Taking water samples in Nurmijärvi pilot site. 

 

 
 
Picture 16. Construction of the Nurmijärvi pilot soil filtration system. 
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1.18. Description of the project management 

¢ƘŜ ǇǊƻƧŜŎǘ άWater emissions and their reduction in village communities ς villages in Baltic Sea 

wŜƎƛƻƴ ŀǎ Ǉƛƭƻǘǎ ό±ƛƭƭŀƎŜ ²ŀǘŜǊǎύέ ƛǎ ōŜƛƴƎ ƛƳǇƭŜƳŜƴǘŜŘ ƛƴ [ŜƛǘƎƛǊƛŀƛ ǾƛƭƭŀƎŜΣ ~ƛƭǳǘŤ ŘƛǎǘǊƛŎǘ ƳǳƴƛŎƛǇŀƭƛǘȅΣ 

Lithuania. The purpose of this project is to analyze the best technological wastewater treatment 

solutions reducing the wastewater contamination in sparsely neighboured rural places in the Baltic 

Sea Region and to install the effective wastewater treatment systems in Leitgiriai village. 

The project is implemented by the admƛƴƛǎǘǊŀǘƛƻƴ ƻŦ ~ƛƭǳǘŤ ŘƛǎǘǊƛŎǘ ƳǳƴƛŎƛǇŀƭƛǘȅ ƛƴ ŎƻƻǇŜǊŀǘƛƻƴ ǿƛǘƘ 

!ƭŜƪǎŀƴŘǊŀǎ {ǘǳƭƎƛƴǎƪƛǎ ¦ƴƛǾŜǊǎƛǘȅΦ ~ƛƭǳǘŤ ŘƛǎǘǊƛŎǘ ƳǳƴƛŎƛǇŀƭƛǘȅ ƛǎ ǘƘŜ ƛƳǇƭŜƳŜƴǘƛƴƎ ŀǳǘƘƻǊƛǘȅ ƛƴ ŎƘŀǊƎŜ 

of purchase and realization of wastewater treatment equipment. Aleksandras Stulginskis University is 

carrying out various scientific researches that help to analyze the best technological solutions for 

wastewater treatment plants. The work groups have been formed in these two institutions, and the 

persons responsible for certain activities of the project and handling of their documentation have 

been appointed, i.e. each person performs the assigned work and handles the documents related to 

that particular work. 

¢ƘŜ ŀŘƳƛƴƛǎǘǊŀǘƛƻƴ ƻŦ ~ƛƭǳǘŤ ŘƛǎǘǊƛŎǘ ƳǳƴƛŎƛǇŀƭƛǘȅ Ƙŀǎ ŦƻǊƳŜŘ ŀ ǿƻǊƪ ƎǊƻǳǇ ƻŦ ŦƻǳǊ employees of the 

ŀŘƳƛƴƛǎǘǊŀǘƛƻƴ ƻŦ ~ƛƭǳǘŤ ŘƛǎǘǊƛŎǘ ƳǳƴƛŎƛǇŀƭƛǘȅ ŀƴŘ ƻƴŜ ŜƳǇƭƻȅŜŜ ƻŦ ǘƘŜ ƳǳƴƛŎƛǇŀƭ ŎƻƳǇŀƴȅ ƻŦ ~ƛƭǳǘŤ 

ŘƛǎǘǊƛŎǘ ¦!. ά~ƛƭǳǘŤǎ ǾŀƴŘŜƴȅǎέ ό~ƛƭǳǘŤ ²ŀǘŜǊǎ [ǘŘΦύΦ ¢Ƙƛǎ ǿƻǊƪ ƎǊƻǳǇ Ŏƻƴǎƛǎǘǎ ƻŦ ǘƘŜ ŦƻƭƭƻǿƛƴƎΥ ŀ 

ǇǊƻƧŜŎǘΩǎ ƳŀƴŀƎŜǊ ƛǎ ǊŜǎǇƻƴǎƛōƭŜ ŦƻǊ ǎǳǇŜǊǾƛǎƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ǘŜŀƳΣ ŜƴǎǳǊƛƴƎ ƻŦ ŀŎƘƛŜǾŜƳŜƴǘ ƻŦ 

ǘƘŜ ǎŜǘ ƎƻŀƭǎΣ ǎǳŎŎŜǎǎŦǳƭ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŀŎǘƛǾƛǘƛŜǎΣ ǳǇƪŜŜǇ ŀƴŘ ǎǳōƳƛǎǎƛƻƴ ƻŦ 

ǊŜǇƻǊǘǎΤ ŀ ǇǊƻƧŜŎǘΩǎ ŎƻƻǊŘƛƴŀǘƻǊΣ ǿƘƻ ƛǎ ƻōǎŜǊǾƛƴƎ ǘƘŜ ŎƻǳǊǎŜ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘ ǳƴŘŜǊ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ 

and ǎǘŀǘǳǎ ƻŦ ŀŎǘƛǾƛǘƛŜǎΣ ǇŀǊǘƛŎƛǇŀǘŜǎ ƛƴ ǘƘŜ ŎƻƴǘǊƻƭ ǇǊƻŎŜǎǎ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ǿƻǊƪǎΣ ŎƻƴǘǊƻƭǎ ŎƻƳǇƭƛŀƴŎŜ 

ǿƛǘƘ ǎǇŜŎƛŦƛŎŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŘƻŎǳƳŜƴǘŀǘƛƻƴΣ ŀƴŘ ǎǳǇŜǊǾƛǎŜǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ 

financial contract; a specialist is responsible for organization and implementation of public 

procurements, following of their course, preparation of documentation for public procurements, 

ŎƻƻǊŘƛƴŀǘƛƻƴ ǿƛǘƘ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ǇŀǊǘƴŜǊǎΣ ƳŜƳōŜǊǎ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƎǊƻǳǇΣ ŀƴŘ ƻǊƎŀƴƛȊŀǘƛƻƴ ƻŦ ƳŀƪƛƴƎ 

the contracts with the selected supplier; a specialist responsible for preparation of technical 

ŘƻŎǳƳŜƴǘŀǘƛƻƴΣ ŀǎǎŜǎǎƳŜƴǘ ƻŦ ǘƘŜ ǎǳǇǇƭƛŜǊǎΩ ǎǳƛǘŀōƛƭƛǘȅΣ ƛƴǎǘŀƭƭŀǘƛƻƴ ƻŦ ǿŀǎǘŜǿŀǘŜǊ ǘǊŜŀǘƳŜƴǘ 

ǘŜŎƘƴƻƭƻƎȅΣ ǎǳǇŜǊǾƛǎƛƻƴ ŀƴŘ ŎƻƻǊŘƛƴŀǘƛƻƴ ƻŦ ŎƻƴǎǘǊǳŎǘƛƻƴ ǿƻǊƪǎΤ ŀ ǇǊƻƧŜŎǘΩǎ ŦƛƴŀƴŎƛŜǊ ƛǎ responsible 

ŦƻǊ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŀŎŎƻǳƴǘƛƴƎΣ ǇǊŜǇŀǊŀǘƛƻƴ ƻŦ ŦƛƴŀƴŎƛŀƭ ǇŀǊǘ ƻŦ ǘƘŜ ŦƛƴŀƴŎƛŀƭ ŘƻŎǳƳŜƴǘǎΣ ǊŜǇƻǊǘǎ ŀƴŘ 

ǇŀȅƳŜƴǘ ŀǇǇƭƛŎŀǘƛƻƴǎΣ ǇŀȅƳŜƴǘ ƻŦ ǿŀƎŜǎ ǘƻ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŜƳǇƭƻȅŜŜǎΣ ŀƴŘ ŎƻƴǘǊƻƭ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ 

finances. 

The work team of Aleksandras Stulginskis University formed for the project consists of five 

employees of the University, who are responsible for implementation of different activities of the 

ǇǊƻƧŜŎǘΥ ŀ ǇǊƻƧŜŎǘΩǎ ƳŀƴŀƎŜǊ ƛǎ ǊŜǎǇƻƴǎƛōƭŜ ŦƻǊ ŀŎǘƛǾƛǘƛŜǎ ƻŦ ǘƘŜ [ƛǘƘǳŀƴƛŀƴ ǇŀǊǘƴŜǊǎΣ ǎǳŎŎŜǎǎŦǳƭ 

implŜƳŜƴǘŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŀŎǘƛǾƛǘƛŜǎΣ ǎǳǇŜǊǾƛǎƛƻƴ ŀƴŘ ǎǳōƳƛǎǎƛƻƴ ƻŦ ǊŜǇƻǊǘǎΣ ŎƻƳƳǳƴƛŎŀǘƛƻƴ 

ŀƴŘ ŎƻƻǇŜǊŀǘƛƻƴ ǿƛǘƘ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ǇŀǊǘƴŜǊǎΤ ŀ ǎǇŜŎƛŀƭƛǎǘ ǿƘƻ ƛǎ ǊŜǎǇƻƴǎƛōƭŜ ŦƻǊ ǘŜŎƘƴƛŎŀƭ ŀƴŘ 

economical assessment of wastewater treatment plants installed in the Lithuanian village and for the 

ǎŜƭŜŎǘƛƻƴ ƻŦ ǿŀǎǘŜǿŀǘŜǊ ǘǊŜŀǘƳŜƴǘ ǘŜŎƘƴƻƭƻƎȅ ŦƻǊ ǘƘŜ Ǉƛƭƻǘ ǇǊƻƧŜŎǘ ƻŦ [ŜƛǘƎƛǊƛŀƛ ǾƛƭƭŀƎŜ ƛƴ ~ƛƭǳǘŤ 

district; a specialist is responsible for assessment of technological, economical and social wastewater 

treatment solutions ƛƴ [ƛǘƘǳŀƴƛŀΣ ŦƻǊ ǎǇǊŜŀŘ ŀƴŘ ǇǳōƭƛŎŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ǊŜǎǳƭǘǎ ŀƴŘ ŦƻǊ 

ŎƻƻǇŜǊŀǘƛƻƴ ǿƛǘƘ ǘƘŜ ŎƻƳƳǳƴƛǘȅ ƻŦ [ŜƛǘƎƛǊƛŀƛ ǾƛƭƭŀƎŜΤ ŀ ǎǇŜŎƛŀƭƛǎǘ ƛǎ ǊŜǎǇƻƴǎƛōƭŜ ŦƻǊ ǘƘŜ ǇǊƻƧŜŎǘΩǎ 

ŀŘƳƛƴƛǎǘǊŀǘƛƻƴ ŀƴŘ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŀŎǘƛǾƛǘƛŜǎΤ ŀ ǎǇŜŎƛŀƭƛǎǘ ƛǎ ǊŜǎponsible for the 

ǇǊƻƧŜŎǘΩǎ ŀŎŎƻǳƴǘƛƴƎΣ ǇǊŜǇŀǊŀǘƛƻƴ ƻŦ ŦƛƴŀƴŎƛŀƭ ǇŀǊǘ ƻŦ ǘƘŜ ŦƛƴŀƴŎƛŀƭ ŘƻŎǳƳŜƴǘǎΣ ǊŜǇƻǊǘǎ ŀƴŘ ǇŀȅƳŜƴǘ 

ŀǇǇƭƛŎŀǘƛƻƴǎΣ ǇŀȅƳŜƴǘ ƻŦ ǿŀƎŜǎ ǘƻ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŜƳǇƭƻȅŜŜǎΣ ŀƴŘ ŎƻƴǘǊƻƭ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŦƛƴŀƴŎŜǎΦ 

The work groups formed in the institutions were working effectively, every member of the work 

ƎǊƻǳǇ ǿŀǎ ǇŜǊŦƻǊƳƛƴƎ ƻǿƴ ŘǳǘƛŜǎ ƛƴ ǘƘŜ ǇǊƻƧŜŎǘ ŜȄŎŜƭƭŜƴǘƭȅΣ ǘƘǳǎ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ǿŀǎ 

successful and in accordance with the implementation schedule of the project.  
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1.19. Planning the investment 

1.19.1. How contracting processes were organized and put to practice 

.ŜŦƻǊŜ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ƛǎ ǎǘŀǊǘŜŘΣ ǘƘŜ ƛƴǎǘƛǘǳǘƛƻƴΩǎ ƳŀƴŀƎŜǊǎ ŘŜŎƛŘŜ ǿƘŜǘƘŜǊ ǘƘŜ 

institution may take part in the project, whether the project is useful for it, and whether the projectΩǎ 

implementation will contribute to the improvement of life quality of society. If it is decided to take 

ǇŀǊǘ ƛƴ ǘƘŜ ǇǊƻƧŜŎǘΣ ǘƘŜ ƛƴǎǘƛǘǳǘƛƻƴΩǎ ƳŀƴŀƎŜǊǎ ǎƛƎƴ ǘƘŜ ŘƻŎǳƳŜƴǘǎ ǘƘŀǘ ǘƘŜ ƛƴǎǘƛǘǳǘƛƻƴ ŀƎǊŜŜǎ ǘƻ ǘŀƪŜ 

part in the project and assigns the persons resǇƻƴǎƛōƭŜ ŦƻǊ ǘƘŜ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘΩǎ 

ŀŎǘƛǾƛǘƛŜǎΦ !ƭƭ ǘƘŜ ŘƻŎǳƳŜƴǘǎ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘ ǎƘŀƭƭ ōŜ ǎƛƎƴŜŘ ōȅ ǘƘŜ ƛƴǎǘƛǘǳǘƛƻƴΩǎ ƳŀƴŀƎŜǊǎ ƻǊ ǇŜǊǎƻƴǎ 

ŀǳǘƘƻǊƛȊŜŘ ōȅ ǘƘŜƳΦ ²ƘŜƴ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ƛǎ ǎǘŀǊǘŜŘ ƛƴ ƳǳƴƛŎƛǇŀƭƛǘƛŜǎΣ ǘƘŜ ŀǇǇǊƻǾŀƭ ƻŦ 

the municipal council (the municipal council consists of the members of municipal council ς 

ŎƻƳƳǳƴƛǘȅΩǎ ǊŜǇǊŜǎŜƴǘŀǘƛǾŜǎ ŜƭŜŎǘŜŘ ōȅ ǇŜǊƳŀƴŜƴǘ ǊŜǎƛŘŜƴǘǎ ƻŦ ǘƘŜ ƳǳƴƛŎƛǇŀƭƛǘƛŜǎ) όŎƻǳƴŎƛƭΩǎ 

ŘŜŎƛǎƛƻƴύ ƛǎ ŀƭǎƻ ƴŜŜŘŜŘ ŦƻǊ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴΦ Lǘ ǇǊƻǾƛŘŜǎ ƴƻǘ ƻnly the consent but also 

ǘƘŜ ǳƴŘŜǊǘŀƪƛƴƎ ǘƻ ŎƻƴǘǊƛōǳǘŜ ǘƻ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŦƛƴŀƴŎƛƴƎ ǳǎƛƴƎ ǘƘŜ ŦǳƴŘǎ ƻŦ ǘƘŜ ƳǳƴƛŎƛǇŀƭ ōǳŘƎŜǘΣ ŜΦƎΦ 

at least 15 percent of all the qualified expenses, and to guarantee covering of funds unqualified for 

funding but necessary for ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴΣ ŀǎ ǿŜƭƭ ŀǎ ǘƘŜ ǇŀǊǘ ƻŦ ǉǳŀƭƛŦƛŜŘ ŜȄǇŜƴǎŜǎ ƴƻǘ 

covered by the support granted to the project.  

¢ƘŜ ŦǳƴŘǎ ƛƴǘŜƴŘŜŘ ŦƻǊ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ƛƳǇƭŜƳŜƴǘŀǘƛƻƴ ŀǊŜ ǇǊƻǾƛŘŜŘ ƛƴ ǘƘŜ ōǳŘƎŜǘ ƻŦ ŜŀŎƘ ƛƴǎǘƛǘǳǘƛƻƴΣ 

in the strategic and other funds- related documents of the institution. The implementation of this 

ǇǊƻƧŜŎǘ ƛǎ ŎŀǊǊƛŜŘ ƻǳǘ ƛƴ ǘƘŜ ƳƻŘŜ ƻŦ ŦǳƴŘǎΩ ǊŜƛƳōǳǊǎŜƳŜƴǘΣ ǘƘǳǎ ŦƛǊǎǘ ƻŦ ŀƭƭΣ ǘƘŜ ǇǊƻƧŜŎǘΩǎ ŜȄǇŜƴǎŜǎ 

are covered by own funds of the institutions and part of them (85 percent of all the qualified funds) 

are refunded from the structural funds of the European Union upon their declaration. 

1.19.2. How the official processes were carried out. 

The procurement methods used by private companies, State, municipal organizations and other 

public institutions differ. Public institutions have to carry out competition of public procurement, 

with regard to which different procedures apply, depending on the purchased goods and services. 

Public procurements are distributed into goods, services and works according to the type. The 

procurement method is selected according to the procurement amount. There are no separate legal 

acts in Lithuania on procurement of wastewater treatment plants. The purchase method is selected 

with regard to the type of procurement (goods, services or works) and the set requirements are 

ŀǇǇƭƛŜŘΦ ²ƘƛƭŜ ƛƳǇƭŜƳŜƴǘƛƴƎ ǘƘƛǎ ǇǊƻƧŜŎǘ όά²ŀǘŜǊ ŜƳƛǎǎƛƻƴǎ ŀƴŘ ǘƘŜƛǊ ǊŜŘǳŎǘƛƻƴ ƛƴ ǾƛƭƭŀƎŜ 

communities ς ǾƛƭƭŀƎŜǎ ƛƴ .ŀƭǘƛŎ {Ŝŀ wŜƎƛƻƴ ŀǎ Ǉƛƭƻǘǎ ό±ƛƭƭŀƎŜ ²ŀǘŜǊǎύέΣ ǘƘŜ ǇǊƻŎǳǊŜƳŜƴǘ ƳŜǘƘƻŘ ƻŦ 

wastewater treatment plant was attributed to the contracted works, because designing of 

wastewater treatment plants and reconstruction were purchased. Additional services were acquired 

separately for reconstruction of wastewater treatment plants: general expertise of the project and 

ǘŜŎƘƴƛŎŀƭ ǎǳǇŜǊǾƛǎƛƻƴ ƻŦ ǘƘŜ ōǳƛƭŘƛƴƎΩǎ ŎƻƴǎǘǊǳŎǘƛƻƴ όDŜƴŜǊŀƭ ŜȄǇŜǊǘƛǎŜ ƻŦ ǘƘŜ ǇǊƻƧŜŎǘ ƛǎ ŀƴ ŀǎǎŜǎǎƳŜƴǘ 

ƻŦ ǘƘŜ ōǳƛƭŘƛƴƎΩǎ ǇǊƻƧŜŎǘ ŀǎ ŀƴ ƛƴǘŜƎǊŀƭ ŘƻŎǳƳŜƴǘ ōȅ ŎƘŜŎƪƛƴƎ Ƙƻǿ ǘƘŜ ǎƻƭǳǘƛƻƴǎ ƻŦ ǘƘŜ ōǳƛƭŘƛƴƎ ŀƴŘ 

ƛǘǎ ǇŀǊǘǎ ŀƴŘ ǎȅǎǘŜƳǎ όōǳƛƭŘƛƴƎΩǎ ŜƴƎƛƴŜŜǊƛng systems, engineering networks and communications 

satisfying needs of the building and the construction lot) and the land lot meet the requirements of 

ǘƘŜ [ƛǘƘǳŀƴƛŀƴ ƭŜƎŀƭ ŀŎǘǎΦ ¢ŜŎƘƴƛŎŀƭ ǎǳǇŜǊǾƛǎƛƻƴ ƻŦ ǘƘŜ ōǳƛƭŘƛƴƎΩǎ ŎƻƴǎǘǊǳŎǘƛƻƴ ƛǎ ǎǳǇŜǊǾƛǎƛƻƴ ƻŦ ǘƘŜ 

bǳƛƭŘƛƴƎΩǎ ŎƻƴǎǘǊǳŎǘƛƻƴ ƻǊƎŀƴƛȊŜŘ ōȅ ǘƘŜ ŎǳǎǘƻƳŜǊΣ ǘƘŜ ǇǳǊǇƻǎŜ ƻŦ ǿƘƛŎƘ ƛǎ ǘƻ ŎƻƴǘǊƻƭ ǿƘŜǘƘŜǊ ǘƘŜ 

ōǳƛƭŘƛƴƎ ƛǎ ōŜƛƴƎ ŎƻƴǎǘǊǳŎǘŜŘ ƛƴ ŀŎŎƻǊŘŀƴŎŜ ǿƛǘƘ ǘƘŜ ōǳƛƭŘƛƴƎΩǎ ǇǊƻƧŜŎǘΣ ǊŜǉǳƛǊŜƳŜƴǘǎ ƻŦ ǘƘŜ ŎƻƴǘǊŀŎǘ 

for contracted construction works, laws, other legal acts, normative construction technical 

ŘƻŎǳƳŜƴǘǎΣ ŀƴŘ ƴƻǊƳŀǘƛǾŜ ŘƻŎǳƳŜƴǘǎ ƻŦ ōǳƛƭŘƛƴƎΩǎ ǎŀŦŜǘȅ ŀƴŘ ǇǳǊǇƻǎŜύΦ 

The purpose of the public procurements in Lithuania is to ensure that all the companies and natural 

persons would have the same possibilities to sell their goods, services or works to the State.  
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The requirements are applied to the participants in public procurement competitions (suppliers and 

production or services they supply) in order to use the budgetary resources intended to purchase the 

necessary goods or services properly, to guarantee their quality and to make the purchase contracts 

with reliable suppliers of goods and services. These requirements are presented in the documents for 

each procurement. 

When the contracting authority is planning and implementing procurements, executing procurement 

contracts and establishing procurement controls, it follows the Law on Public Procurement of the 

Republic of Lithuania, the legal acts implemented on its ground, other laws and legal acts adopted by 

the contracting authority. 

The manager of the contracting authority is responsible for compliance with the Law on Public 

Procurement and other legal acts regulating public procurements. The manager appoints persons, 

commissions and its members responsible for planning, organization, implementation of public 

procurements, etc. The need of goods, services or works for the contracting authority is formed by 

ǘƘŜ ǇǊƻŎǳǊŜƳŜƴǘ ƛƴƛǘƛŀǘƻǊǎ ŀǎǎƛƎƴŜŘ ōȅ ǘƘŜ ŎƻƴǘǊŀŎǘƛƴƎ ŀǳǘƘƻǊƛǘȅΩǎ ƳŀƴŀƎŜǊΦ 9ǾŜǊȅ ǇǊƻŎǳǊŜƳŜƴǘ 

initiator has to submit a list of procurements for the next budgetary year to the person responsible 

for procurement planning in the end of each budgetary year. 

Upon receipt of the lists of procurements, data, results of market research and purchase justification 

from the procurement initiators, the person responsible for procurement planning shall check them 

and start preparing the procurement plan of the contracting authority, as well as information about 

the planned internal transactions. 

¢ƘŜ ŀǳǘƘƻǊƛǘȅΩǎ ƳŀƴŀƎŜǊ ǎƘŀƭƭ ŀǎǎƛgn to the persons responsible for public procurement to carry out 

the procurement procedures and to select the procurement method. With regard to the planned 

procurement (purchased amounts of goods, services or contracted works), different procedures are 

applied to procurements. Any undertaking may provide services or goods to public organization. The 

essential difference is in the value of procurements. It usually determines the requirements for the 

supplier (the supplier has to satisfy the set requirements).  

In case of low-value public procurements, the organizations may carry out surveys about prices and 

choose the tender of the lowest price. The high-value public procurements are usually more complex 

and the procedures are longer. Certain qualification requirements are applied on the supplier (e.g., 

minimal turnover, certificates, etc.); such procurements are called e-public procurements because 

the tenders are submitted through the electronic system of public procurements (CVP IS). The 

technical specifications are announced before the procurement. The suppliers may submit remarks 

and suggestions regarding them. 

The Lithuanian Law on Public Procurements was amended on 01 July 2017. The assessment of low-

value and high-value procurements was changed. Before 01 July 2017 the amount of low-value 

purchase of goods and services was up to EUR 70 180, and that of contracted works ς up to EUR 175 

450; whereas after 01 July, all the procurements up to EUR 12 100 may be conducted by survey, 

inviting the selected number of suppliers, and the procurements for the amount exceeding EUR 12 

100 have to be public (open competition, where all entities in compliance with the set requirements 

may take part). 

In implementation of this project, the procurement of reconstruction works of domestic wastewater 

treatment plants was done before 01 July 2017. The procurement was carried out through the 

electronic system of public procurements (CVP IS) by written survey of suppliers. The commission 

ǿŀǎ ŦƻǊƳŜŘ ǘƻ ŀǎǎŜǎǎ ǘƘŜ ǎǳǇǇƭƛŜǊǎΩ ǘŜƴŘŜǊǎ όǘŜƴŘŜǊ ŦƻǊ ŎƻƴǎǘǊǳŎǘƛƻƴΩǎ ǇǊƻƧŜŎǘΣ ƛƴ ŀŎŎƻǊŘŀƴŎŜ ǘƻ 

which the reconstruction works were to be implemented), according to the laws, building technical 

regulations, other legal acts, instructions and requirements of the contracting authority. They had to 

be in compliance with the objectives of the project under implementation (Village Waters). The most 
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advanced and effective wastewater treatment technologies that would guarantee the best treatment 

of wastewater had to be presented in the tenders for wastewater plants. 

All the submitted tenders were assessed and the project of construction of wastewater treatment 

plants and reconstruction works were purchased. When the contractors prepared the construction 

project, the services of general expertise of the ōǳƛƭŘƛƴƎΩǎ ǇǊƻƧŜŎǘ ǿŜǊŜ ŀƭǎƻ ŀŎǉǳƛǊŜŘ όǘƘŜ 

construction project was assessed by independent expert). Moreover, the services of technical 

ǎǳǇŜǊǾƛǎƛƻƴ ŀƴŘ ǎǳǇŜǊǾƛǎƛƻƴ ƻŦ ŜȄŜŎǳǘƛƻƴ ƻŦ ǘƘŜ ōǳƛƭŘƛƴƎΩǎ ǇǊƻƧŜŎǘ ǿŜǊŜ ƛƳǇƭŜƳŜƴǘŜŘ ƛƴ ǘƘŜ ŎƻǳǊǎŜ ƻŦ 

reconstruction works of wastewater treatment plants. 

1.20. Execution of the project (building) 

1.20.1. Technologies of the implemented systems 

¶ Description of the technology 

 

1. Treatment steps: 

1. Mechanical pre-treatment: 

¶ Hand skimmed screen; 

¶ Sand/grit separator, sand box for gravitational dewatering. 

2.Wastewater distribution/abnormal inflow management: 

¶ Local pumping station; 

¶ Equalisation tank; 

3.Biological treatment step: 

¶ Biological reactor with anaerobic, anoxic, aeration, clarification chambers in one compact tank; 

¶ Airblowers (1 operational + 1 on standby); 

¶ Excess sludge tank. 

 

2. Design parameters 

 
163 PE 

Average daily in inflow 26,08 m³/d 

Maximal daily in inflow 37,0 m³/d 

Maximal hourly inflow (dry) 4,67 m³/h 

Maximal hourly inflow (wet) 6,63 m³/h 

Concentrations/contamination loads: 

BOD7 437,5 mgO2/l  

Ntot 76,7 mg/l 

Ptot 16,9 mg/l 

BOD7 11,41 mgO2/l  

Ntot 2,0 kg/d 

Ptot 0,44 kg/d 
 

3. Design treatment efficiency 

BOD7 23 mgO2/l  

Ntot 30  mg/l 

Ptot 4  mg/l 
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4. Use of chemicals and electricity  

¶ The implemented technology is without chemical use. 

¶ Electricity consumption: 

 

Device Number of working 

units 

Work time, 

h/d 

Installed power, 

kW 

Power consumption 

kWh/d kWh/year 

Blovers 1 12 1,90 22,80 8322,00 

Pumps 1 2,50 1,50 3,75 1368,75 

 

The description of the process: basic information and description of the treatment process  

 

5. Basic information 

The existing pre-treatment step was morally and technologically outdated and physically damaged 

from the long years of use. Old installations were dismantled and new hand skimmed screen for 

screenings and a sand/grit separator were installed. Also a pumping station was designed for 

distributing wastewater flow during the wet periods when the inflow increases drastically. In these 

specific circumstances part of the wastewater is directed into the old reactor which is reconstructed 

into an equalization tank. After the excessive inflow is over the accumulated wastewater is returned 

to the treatment process. 

In place of the old biological step reservoir a completely new bioreactor was installed with its air 

blowers and excess sludge tank. 

Specific configuration of the technological chambers, equipment and circulation system enable 

specific retention time which results in relatively small amounts of excess sludge. The sludge from 

the biological reactor is removed using airlifts to the thickening tank where it is further aerobically 

stabilized and thickened. 

 
Figure 5. Overview of the WWTS. 1.Hand skimmed screen; 2- Sand/grit separator; 3- Sand grit removal tank; 4- 

Pumping station; 5- Biological reactor; 6- Air blower tank; 7- Excess sludge tank; 8- Flow meter; 9- Sampling 

well; 10- Control panel; 11- Equalization tank. 
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6. Description of the treatment process: 

Biological reactor 

First the wastewater flows into the anaerobic/anoxic zone. The anaerobic and anoxic chambers are 

divided by a series of overflowed and under flowed baffles into compartments. The inflow of 

wastewater and circulation of the active sludge as well as the particular arrangement of the baffles 

(patented Vertical Flow Labyrinth system) creates an upward and downward flow in the 

compartments, which ensures an effective mixing of the content in each compartment. In these 

chambers nitrogen and phosphorus removal takes place. 

The activated sludge-wastewater mixture from the anoxic chamber flows to the aeration chamber. 

At the bottom of the aeration chamber air diffusers are installed. The diffusers provide fine-bubble 

aeration ensuring the content is in suspension and the amount of oxygen necessary for biological 

processes is dissolved, perforated elastic membrane is used in the air diffusers, which allow a long-

term operation. 

After the aeration chamber the activated sludge-wastewater mixture flows to the final clarification 

chamber. The operation is based on vertical settling process. The active sludge flows through an 

opening above the bottom of the tank and filters through a thickened sludge layer. That is when the 

particles of the active sludge are separated and the treated water flows through the collection 

system to the outlet. 

 

 

 

1. Inflow 

2. Airlift No. 1 

3. Non-aerated chambers 

(anaerobic/anoxic) 

4. Aerated chamber (oxic) 

5. Aeration system 

6. Final clarification chamber 

7. Airlift No. 2 

8. Air blower 

9. Air distribution system 

10. Flow Regulator 

11. Outflow 

Figure 6. Technological scheme of the biological reactor. 

 

7. Excess sludge management 

Excess sludge will be pumped out from the biological reactor to the aerobic sludge thickening tank, 

from it the sludge will be periodically pumped out and transported for further processing. 

 

 Amount of thickened excess sludge, 2% SS Number of deslugings 

per year m3/d m3/year 

Excess sludge from the 

sludge tank 
0,058 21,05 3 
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8. Operation and maintenance of the WWTP 

All the innovative features of the AUGUST WWTP enable the system to run fully automatically using 

just the essential equipment with minimal demand for personnel intervention. Main purpose of the 

staff would be periodical inspection of the system (blowers, pumps, and excess sludge tank) and its 

ƳŀƛƴǘŜƴŀƴŎŜΣ Ŏƻƴǎǘŀƴǘ ǇǊŜǎŜƴŎŜ ƛǎƴΩǘ ƴŜŎŜǎǎŀǊȅΦ  

An automation system was implemented in the reconstructed WWTP it enables constant surveillance 

and real time adjustment of different technological processes. 

 

¶ Amount of households connected to the technological system 

40 households are connected to the technological system.  

 

¶ What is necessary for the project execution? 

Thorough analysis of the current situation. Condition of the existing WWTP and determination of 

design parameters reflecting actual situation with average and peak flows, contamination levels and 

connected households. 

 

¶ Who is the main investor? 

¢ƘŜ Ƴŀƛƴ ƛƴǾŜǎǘƻǊǎ ǿŜǊŜ ǘƘŜ 9¦ ŀƴŘ ~ƛƭǳǘŤ ŘƛǎǘǊƛŎǘ ƳǳƴƛŎƛǇŀƭƛǘȅΦ  

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with the 

choice criteria.  

The tender procedure was carried out through the electronic system of public procurements by 

written survey of suppliers. The suppliers had to fill a special form (tender) with all the prices for the 

ǊŜŎƻƴǎǘǳŎǘƛƻƴΣ ŀƴŘ ǎŜƴŘ ƛǘ ǘƻ ǘƘŜ ŎƻƳƳƛǎǎƛƻƴΦ ¢ƘŜ ŎƻƳƳƛǎǎƛƻƴ ǿŀǎ ŦƻǊƳŜŘ ǘƻ ŀǎǎŜǎǎ ǘƘŜ ǎǳǇǇƭƛŜǊǎΩ 

tenders, according to the laws, building technical regulations, other legal acts, instructions and 

requirements of the contracting authority. Tenders had to be in compliance with the objectives of 

the project under implementation (Village Waters). The most advanced and effective wastewater 

treatment technologies that would guarantee the best treatment of wastewater had to be presented 

in the tenders for wastewater plants. The choice criteria also is the cheapest price.  

All the submitted tenders were assessed and the project of construction of wastewater treatment 

plants and reconstruction works were purchased. 

 

¶ Give characteristic of the Company realizing the project after tender procedure. 

¢ƘŜ ŎƻƳǇŀƴȅ ǘƘŀǘ Ƙŀǎ ǿƻƴ ǘƘŜ ǘŜƴŘŜǊ ƛǎ ŀ ƭƻŎŀƭ [ƛǘƘǳŀƴƛŀƴ ŎƻƴǘǊŀŎǘƻǊ ¦!. άEcosolitέΣ ƛǘǎ Ƴŀƛƴ 

occupation is general construction works and networks (sewage, drinking water). 

 

¶ Beginning of the execution: signing agreement between investor and Company ς explain all the 

terms of agreement from Investor and realizing Company sides, with scope of work. 

After all the submitted tenders were assessed it is time for 15 working days to sign a contract.  
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¶ What is the estimated costs distribution between earthworks, machinery and man-work in the 

building process? 

Earthworks ς 20 %. Machinery (equipment) ς 60 %, man-work ς 20 %.  

 

¶ What kind of materials, installations and devices will be used in the building process? 

The installation will require a variety of different mechanisms and materials because of the  

 

Mechanisms and devices Materials 

¶ Trucks 

¶ Cranes 

¶ Excavators 

¶ Bulldozers 

¶ Compactors 

¶ Sand 

¶ Gravel 

¶ Concrete 

¶ Piping 

 

¶ Is there any investor supervision? 

The main technical supervision is done by the specialist once per week in the construction of 

wastewater treatment plant. 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

All the construction works were done according to project. 

 

¶ What criteria object should fulfil during start-up of objects? 

When all the construction works and installation of technological equipment is fully complete, start-

up of the system can be commenced. The main criterion that the system must meet is the treatment 

efficiency. 

1.20.2. Problems encountered during the building and their solutions 

¶ What changes and problems contains as-build project? 

¶ From building process and mechanical parts please describe which elements are agreed with 

project design and which are not agreed. 

¶ What was the most difficult problem? 

¶ Who and how solved the problem? 

The company that was selected for supplying their technology has long-term experience in designing 

WWTPs so all the preparation and analytic work before designing stage and the complete project 

amounted to a product that was implemented without significant interferences. The main 

problematic point in this project was peak inflows during heavy rainfall but it was solved by 

implementing an equalisation system. 
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1.21. Activities after the finalization of building process 

1.21.1. Overall conclusions on the building process. 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? 

The building process was very efficient due to thorough designing works. 

 

¶ What was properly or improperly designed and realized? 

There were no significant flows in the project design because the designing company closely 

cooperated and consulted with district municipality in every stage. 

¶ Do these new structures meet habitants and your expectations? Ownership of the installation? 

The implemented technology has met all the expectations and set tasks. Ownership of the 

installation is by the municipality. 

¶ Each country should write their own conclusions on the building process and then send them to us. 

Although the construction phase started and was ended during the cold season due to thorough 

design of the WWTP all the woks and installation of the technological equipment was done in a 

shortest possible period of time. Only the last part of the system ς equalisation tank, was 

reconstructed last because it was needed to be operational for the whole construction period for 

maintaining a functioning treatment facility. 

All the major works are already complete; the only task left is to saw the grass at the site. 

 

1.21.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants. 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system?  

Studies have shown that renovation of Leitgiriai WWTP has positive impact into Leite River water 

status, wastewater is treated efficiently. 

¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system? 

In the Leitgiriai area, the price of the sewage is based on the wastewater produced by the inhabitants 

όмΣсϵκƳоύΦ ¢ƘŜǎŜ ǇǊƛŎŜǎ ŘƛŘ ƴƻǘ ŎƘŀƴƎŜ ŘǳǊƛƴƎ ǘƘŜ ǊŜŎƻƴǎǘǊǳŎǘƛƻƴ ƻŦ ǘƘŜ ²²¢tΦ .ŜŦƻǊŜ ǘƘŜ ŎƘŀƴƎŜǎΣ 

ƻǿƴŜǊǎΩ ƻǇƛƴƛƻƴǎ ŀōƻǳǘ ǘƘŜ ǇǊƛŎŜ ƻŦ ǿŀǎǘŜǿŀǘŜǊ ǘǊŜŀǘƳŜƴǘ ǾŀǊƛŜŘ ŦǊƻƳ ǊŀǘƘŜǊ ƳǳŎƘ ǘƻ ƴƻǘ ǾŜǊȅ 

much. After the changes owners think that the price of the wastewater treatment is an issue and 

they are afraid that the price will rise in a future. 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

Lƴ [ŜƛǘƎƛǊƛŀƛ ƻǿƴŜǊǎ ǿŜǊŜ ƴƻǘ ǎŀǘƛǎŦƛŜŘ ǿƛǘƘ ǘƘŜ ƻƭŘ ²²¢t ǎƛƴŎŜ ǘƘŜǊŜ ǿŀǎ ǎƳŜƭƭΣ ƛǘ ŘƛŘƴΩǘ ǿƻǊƪ 

properly on winter time and it affected on the water and fishery in Leite-river. After the new WWTP 

these issues have improved. In Leitgiriai the participation of the people in village has succeeded; the 
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piloting project has increased communication and sense of community. According to inhabitants 

their daily life has changed into better direction mainly due to better drinking water after chancing 

the fresh water pipes. The building process ƛƴŎǊŜŀǎŜŘ ŎƻƳƳǳƴƛǘȅΩǎ ŎƻƳƳǳƴƛŎŀǘƛƻƴΣ ŎƻƴǎƻƭƛŘŀtion 

and problem solving ability significantly. During the project the inhabitants have received 

information about the conditions of environment and water issues, which they consider important. 

¶ Current enviro-hygienic data acquired from the renovated wastewater treatment plant: 

Comparing and discussing the differences between the analysis results of the old and new system 

(table). 

The results have shown that during the treatment process the wastewater is treated inefficiently and 

vary: suspended materials 29ς99%, biochemical oxygen consumption in 7 days (BOD7 ) - 53 -98%, it 

means that the BDS7 value in the released wastewater is higher than that in the inflowing 

wastewater; total nitrogen (Nt) ς4 - 95%, total phosphorus (Pt) 2- 92 %. During the assessment it was 

found that the treatment of total nitrogen and ammonium nitrogen has changed the most (%).The 

values tended to increase for all three indicators of wastewater cleaning efficiency (the function is 

positive, and the determination coefficients are R2= 0. 76; R2= 0.75; R2=0.56 and R2= 0.93). 
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Appendices 

 

Picture 17. The old wastewater treatment plant in Leitgiriai. 

 

Picture 18. The new wastewater treatment plant during construction 
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Picture 19. Experience exchange between Lithuanian and Latvian pilots 

   
Picture 20. The new installed system. 
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1.22. Description of the project management  

¢ƘŜ ǇǊƻƧŜŎǘ άWater emissions and their reduction in village communities ς villages in Baltic Sea 

Region as pilotsέ ό±ƛƭƭŀƎŜ ²ŀǘŜǊǎύ ƛƴ [ŀǘǾƛŀ ƛǎ ōŜƛƴƎ ƛƳǇƭŜƳŜƴǘŜŘ ƛƴ {ǾŢǘŎƛŜƳǎ ŀƴŘ !ƛƴŀȌƛ ǾƛƭƭŀƎŜΣ 

{ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅΦ ¢ƘŜ ŀƛƳ ƻŦ ǘƘƛǎ tǊƻƧŜŎǘ !ŎǘƛǾƛǘȅ ό!оΦнύ ƛǎ ǘƻ ōǳƛƭŘ ǘƘŜ ōŜǎǘ-fitting 

wastewater treatment (WWT) systems in the in the pilot ŀǊŜŀ ƻŦ {ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ 

(Project Partner 8) and provide information from existing pilot plants to information tool (A2.6). 

The project is coordinated by University of Latvia (PP6) and implemented by the administration of 

{ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛct Municipality (PP8) in close co-ƻǇŜǊŀǘƛƻƴ ǿƛǘƘ ttсΦ {ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ ƛǎ 

the implementing authority in charge of construction of both WWT plants. PP6 is carrying out 

preparations ς feasibility study, topographical survey, geological investigations ς and development of 

technical documentation. The work groups have been formed both in PP6 and PP8 institutions, and 

the persons responsible for certain activities of the project and handling of their documentation have 

been appointed. 

 

Figure 7. The organization scheme and dividing of responsibilities between project partners  

1.23. Planning the investment 

1.23.1. How contracting processes were organized and put to practice 

All project related documentation, including pilot object construction or reconstruction, have to be 

signed by top management of partner organization. In case of University of Latvia it is Vice-rector for 

exact sciences, life and medical sciences, while in Salacgriva Municipality Council ς Salacgriva 

Municipality Mayor. 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

 

  

University of Latvia (PP6) 
National Coordinator 

University of Latvia (PP6) 

Work group is formed from: 

¶ Activity leader 

¶ Water treatment expert 

¶ Project secretary 

 

SalacgrơǾŀ District 

Municipality (PP8) 

Work group is formed from: 

¶ Head of the water utility 

ά{ŀƭŀŎƎǊơǾŀǎ ǹŘŜƴǎέ 

¶ Water supply and 

sanitation engineer 

¶ Procurement expert 

¶ Financial expert 
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University of Latvia (PP6) 

The granted funding from the Programme for VillageWaters project is 85% and 15% is own contri-

bution. If project partner is publicly funded educational institution, according to national legislation 

15% of project expenses are financed from the State budget. 

Project budget becomes part of whole budget of organization. Project expenses have to forecated 

and reported on regular bases. 

The financing of VillageWaters project implementation is carried out according to following 

procedure ς on the bases of signed project agreements (Subsidy contract and Partner Agreement) 

and financial plan of project expenses organization monthly receive 100% pre-financing from the 

Ministry of Education and 85% of them are paid back when are refunded from the structural funds of 

the European Union on ǘƘŜ ōŀǎŜǎ ƻŦ tŜǊƛƻŘΩǎ wŜǇƻǊǘǎΦ 

 

Salacgriva Dictric Municipality (PP8) 

The granted funding from the Programme for VillageWaters project is 85% and 15% is own 

contribution. If project partner is Municipality, according to national legislation 5% of project 

expenses can be refunded from the State budget. 

Taking into account that co-financing of project activities is carried out from budget of Municipality, 

project budget have to be approved by Municipal Council, which consisting of representatives 

ŜƭŜŎǘŜŘ ōȅ ǊŜǎƛŘŜƴǘǎ ƻŦ ǘƘŜ ƳǳƴƛŎƛǇŀƭƛǘȅ ǾƻǘŜ ŦƻǊ ŎƻǳƴŎƛƭΩǎ ŘŜŎƛǎƛƻƴΦ Lƴ ǇǊŀŎǘƛŎŜ ƛǘ ƳŜŀƴǎ ǘƘŀǘ tǊƻƧŜŎǘ 

budget becomes part of whole budget of organization and 10% of all qualified project expenses (also 

unqualified expenses but necessary for the its implementation) are financed from Municipality 

budget. 

The financing of VillageWaters project implementation is carried out as reimbursement according to 

following procedure ς ƛƴƛǘƛŀƭƭȅ ŀƭƭ ǇǊƻƧŜŎǘΩǎ ŜȄǇŜƴǎŜǎ ŀǊŜ ŎƻǾŜǊŜŘ ōȅ ƻǿƴ ŦǳƴŘǎ ƻŦ ǘƘŜ ƻǊƎŀƴƛȊŀǘƛƻƴ όƛƴ 

case of this project it was loan to the Treasury) and 85% of them are refunded from the structural 

funds of the European Union upon their declaration.  

1.23.2. How the official processes were carried out? 

The international standards prepared by the International Federation of Consulting Engineers 

όάCL5L/έύ Ŏŀƴ ōŜ ŀŘdressed to Village Waters project to explain project implementation steps and 

differences of implementation of A3.2 in different project partner countries. The procedure of 

/ƻƴǘǊŀŎǘ ŦƻǊ /ƻƴǎǘǊǳŎǘƛƻƴ ƻŦ 9ƴƎƛƴŜŜǊƛƴƎ ²ƻǊƪǎ 5ŜǎƛƎƴŜŘ ōȅ ǘƘŜ 9ƳǇƭƻȅŜǊ όǘƘŜ άwŜŘ .ƻƻƪέ 

contracts) was used if technical documentation, including design projects, was already developed in 

the beginning of project. Similarly, the procedure of Contracts for Construction of Engineering Works 

5ŜǎƛƎƴŜŘ ōȅ ǘƘŜ ōȅ ǘƘŜ /ƻƴǘǊŀŎǘƻǊ όǘƘŜ ά¸Ŝƭƭƻǿ .ƻƻƪέ ŎƻƴǘǊŀŎǘǎύ ǿŀǎ ǳǎŜŘ ƛŦ ǎƛǘŜ ƛƴǾŜǎǘƛƎŀǘƛƻƴǎ 

(topographical & geological survey) and preparation of technical documentation was done during the 

implementation of project. The implementation of A3.2 in Latvia was carried out according to 

ǇǊƻŎŜŘǳǊŜ ƻŦ ά¸Ŝƭƭƻǿ .ƻƻƪέ ŀƴŘ ƛƴŎƭǳŘŜǎ ōƻǘƘ ŎƻƴǎǘǊǳŎǘƛƻƴ ŀƴŘ ǇǊŜǇŀǊŀǘƛƻƴ ƻŦ ǘŜŎƘƴƛŎŀƭ 

documentation. Therefore the implementation schedule was longer in cooperation with those 

ǇŀǊǘƴŜǊ ŎƻǳƴǘǊƛŜǎ όCƛƴƭŀƴŘΣ 9ǎǘƻƴƛŀ ŀƴŘ [ƛǘƘǳŀƴƛŀύ ǿŜǊŜ ǇǊƻŎŜŘǳǊŜ ƻŦ άwŜŘ .ƻƻƪέ ŎƻƴǘǊŀŎǘǎ ǿŜǊŜ 

used. The procedure of A3.2 implementation and dividing of responsibilities between Latvian project 

partners PP6 and PP8 is resented in the Figure 8. 
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Figure 8. Implementation steps for construction of pilot objects in Latvia 

¶ Do you need the tender procedure? If yes, please explain what kind of procedure. 

 

University of Latvia (PP6) 

According to project organization scheme (refer Figure 2) University of Latvia was responsible for (1) 

site investigations, including sampling of wastewater and surface water, ordering of topographical 

survey and ordering of geological survey; (2) feasibility study to select best technological solution and 

(3) designing works. All mentioned before activities were carried out as an external services. The 

ordering of external services is regulated both by national legislation (Public Procurement Law) and 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Site 
investigations

ωSite visiting and data analyses(PP6); 

ωOrdering of topographical survey(PP6);

ωOrdering of geological survey(PP6).

Feasibility 
study

ωPreparation of Tender Documentation(PP6);

ωProcurement procedure(PP6);

ωSupervision of activity implementation(PP6).

Designing 
works

ωPreparation of Tender Documentation(PP6);

ωProcurement procedure(PP6);

ωSupervision of activity implementation(PP6).

Construction 
works

ωPreparation of Tender Documentation
(PP6/PP8);

ωProcurement procedure(PP8);

ωSupervision of activity implementation (PP8). 

Implementation steps for 
construction of WWTP serving 
inhabitants of: 

¶ {ǾŢǘŎƛŜƳǎ ǾƛƭƭŀƎŜ; 

¶ individual object in 
AinaȌi 

 

Activities done & responsibilities: 
 

Site 
investigations

ωSite visiting and data analyses(PP6);

ωSampling of wastewater and surface water (PP6/PP8);

ωOrdering of topographical survey(PP6);

ωOrdering of geological survey(PP6);

ωDocumentation of activities done (PP6).

Feasibility 
study

ωPreparation of Tender Documentation(PP6);

ωProcurement procedure(PP6);

ωSupervision of activity implementation(PP6);

ωDocumentation of activities done (PP6).

Designing 
works

ωPreparation of Tender Documentation (PP6);

ωProcurement procedure (PP6);

ωSupervision of activity implementation (PP6);

ωDocumentation of activities done (PP6).

Construction 
works

ωPreparation of Tender Documentation (PP6/PP8);

ωProcurement procedure (PP8);

ωSupervision of activity implementation (PP8);

ωDocumentation of activities done (PP8).

Step 1: 

Step 2: 

Step 3: 

Step 4: 
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internal procedure set by University of Latvia. According to national legislation the tender procedure 

is not required if estimated contract price for external services is < 10 000 EUR, while according to 

the internal procedure of University of Latvia the provider of external services is selected on the 

bases of market research if estimated contract price for external services is < 1000 EUR. In practice it 

means that for all building preparatory activities ς sampling of wastewater and surface water, 

topographical survey, geological survey, feasibility study and designing works ς the technical 

documentation for service provider was prepared, at least 3 applicants were selected on the bases of 

market research, invitation letters were sent and the service provider selected on the bases of 

proposals received.  

 

Salacgriva Dictric Municipality (PP8) 

According to project organization scheme (refer Figure 2) SalacgrơǾŀ aǳƴƛŎƛǇŀƭƛǘȅ ǿŀǎ ǊŜǎǇƻƴǎƛōƭŜ ŦƻǊ 

construction works. The ordering of this external services is regulated by national legislation (Public 

Procurement Law). According to national legislation the procedure of price survey is required if 

estimated contract price for building services is > 20 000 and < 170 000 EUR, for which the minimum 

period for submission of application is 7 working days. 

 

¶ Is it necessary to obtain any assent for the building project from any institution? 

The procedure for assent of the building project depends from the amount of wastewater produced. 

The building board of Municipality determines the list of organizations, which are issued the 

technical regulations for the design project. For the small wastewater producers (< 5 m3/day) the 

technical regulations are issued by the Building Board of Municipality itself, electricity providers, gas 

providers and providers of telecommunications. Additionally to organizations mentioned before the 

technical requirements are required also from Environmental authority (Regional Environmental 

Board) if amount of wastewater produced exceeding 5 m3/day. 

 

¶ Does your country require any tender or auction procedure for necessary construction materials?   

The construction materials are specified by design project. The specific tender for construction 

materials is not required. 

1.24. Execution of the project (building) 

1.24.1. Technologies of the implemented systems 

¶ Characteristics of Pilot site 

Location: The Pilot site is located in Northern part of Latvia next to the Highway RigaςTallinn. 
Sensitivity of area: {ǾŢǘŎƛŜƳǎ ƛǎ ƭƻŎŀǘŜŘ ƛƴ ǘƘŜ ǇǊƻǘŜŎǘŜŘ ŀǊŜŀ ς North Vidzeme Biosphere Reserve 
and is approximately in 1 km distance from the Gulf of Riga. Settlement is located on the banks of 
ǎŀƭƳƻƴƛŘ ǊƛǾŜǊ {ǾŢǘǳǇŜΦ ¢ƘŜǊŜŦƻǊŜ ǘƘŜ ƳƻǊŜ ǎǘǊƛŎǘ ǊŜǉǳƛǊŜƳŜƴǘǎ ŦƻǊ ǘǊŜŀǘƳŜƴǘ ƻŦ sewerage water are 
defined by environmental authority. 
Population and its density: ¢ƘŜ ǇƻǇǳƭŀǘƛƻƴ ƻŦ {ǾŢǘŎƛŜƳǎ ƛǎ 379 inhabitants. Average density: 12,9 
inhabitants 1 km2 (average in Latvia: 36,6 inhabitants 1 km2). 
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¶ Description of the technology used before the execution of the project 

Collected wastewater are treated by using biological treatment technology and is characterized as 

follows:  

Year of Construction 1986 

WWT Technology BIO ς 100x2: Standard Project with 2 industrially 
produced aero-tanks  

Projected capacity; m3/day Capacity of each aero-tank: 100 m³ per day 

Sewerage disposal Treated wastewaters from aero-tank are discharged to 
surface water body through 4 biological ponds having 
function of surface flow constructed wetland. Thus 
additional nutrient purification is performed.  

Requirements for recipient water 
body  

Recipient water body: {ǾŢǘǳǇŜ, which is productive 
salmonid migration and spawning ground with status of 
salmonid waters. Additional treatment of wastewater is 
required.  

 

¶ What is necessary for the project execution? 

The problems to be solved with pilot object can be summarized as follows: 

¶ The projected capacity of existing WWT facilities are too large for currently produced 

wastewater loads. Therefore only one aero-tank is operated; 

¶ Since WWT plant was designed for bigger capacity and partial load was not expected for a 

long time, air blower power consumption is much more, then necessary; 

¶ Existing concrete housing of WWT plant is leaking, making secondary soil pollution; 

¶ The wastewater treatment requirements, set by the Regional Environmental Authority, are 

reached not because of efficient treatment within aero-tank, but because of additional 

purification carried out in biological ponds. These ponds are not isolated from the soil and 

have function of surface flow constructed wetland. 

 

¶ Amount of wastewater inflow: 
o 48.7 m³ per day; 
o 5.1 m³ per hour. 

 

¶ Concentration of the pollutants in the inflow wastewater: 
 

Parameter Value Units of measure 

BOD5 230 mg/l 

COD 470 mg/l 

Suspended solids 270 mg/l 

Nitrogen total 94 mg/l 

Phosphorous total 10.2 mg/l 

 

 

 



 

 78 

¶ Pollutants load per day: 

Parameter Value Units of measure 

BOD5 11.2 kg 

COD 22.9 kg 

Suspended solids 13.1 kg 

Nitrogen total 4.6 kg 

Phosphorous total 0.5 kg 

 

¶ Concentration of the nutrients in the outflow wastewater after WWTP: 

Parameter Value Units of measure 

BOD5 3.6 mg/l 

COD 41 mg/l 

Suspended solids 1.5 mg/l 

Nitrogen total 27.3 mg/l 

Phosphorous total 3 mg/l 

 

¶ Pollutants load output from WWTP per day: 

Parameter Value Units of measure 

BOD5 0.175 kg 

COD 2 kg 

Suspended solids 0.073 kg 

Nitrogen total 1.33 kg 

Phosphorous total 0.146 kg 

 

¶ Use of chemicals and electricity 

No chemicals are used in the process, however the dosing pump is supplied and installed in case the 

quality of wastewater will become wore. Electrical energy daily consumption: 63 kW 
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¶ The description of the process: basic information and description of the treatment process with 

the technological schemes, what is realizing in each step of technology 

 

 

¶ (1) Sampling of influent 

wastewater 

¶ (2) flow distribution well 

¶ (3) turning well 

¶ (4) first settler 

¶ (5) two factory-built Sequenced 

Batch Reactors 

¶ (6) flow connection well 

¶ (7) Sampling of effluent 

wastewater 

¶ (8) wastewater metering unit 

¶ (9) control unit 

¶ (10) air blower 

¶ (11) dosing of chemicals for 

nutrients removal 
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The equipment installation consists of two factory-built Sequenced Batch Reactors, which were 

delivered and installed into prepared construction pits. Each SBR performs independently from 

another, supplying more operation durability: 

¶ SBR aeration zone volume is 49 m³ 

¶ SBR clarification zone volume is 20 m³ 

¶ Sludge formation amounts and how many times sludge has to be collected 

Sludge formation amount is 40 m³ per 6 months. Sludge collection is expected every 6 months. 

 

¶ Description of regular maintenance needed  

Regular maintenance needed: 

o Visual inspection every 1 month; 

o Sludge removal every 6 moths; 

o Blower air filter replacement every 12 months; 

o Electrical motors service every 5 years. 

 

¶ Amount of households connected to the technological system 

There are 45 family houses and five 3-ŦƭƻƻǊ ŀǇŀǊǘƳŜƴǘ ƘƻǳǎŜǎ ŀǊŜ ŎƻƴƴŜŎǘŜŘ ǘƻ {ǾŢǘŎƛŜƳǎ ²²¢tΦ  

 

¶ Who is the main investor? Ownership of the installation? 

The main investors were the EU financial instrument ς Baltic Sea Region Program ς and {ŀƭŀŎƎǊơǾŀ 

District Municipality. Ownership of the installation is by the municipality. 

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with the 

choice criteria. 

The tender procedure was carried out only for construction of pilot objects. According to national 

legislation the procedure of price survey is required if estimated contract price for building services is 

> 20 000 and < 170 000 EUR, for which the minimum period for submission of application is 7 

working days. 

The tender procedure was carried out through the electronic system of public procurements. The 

announcement was published ƛƴ ǘƘŜ ǿŜōǎƛǘŜ ƻŦ {ŀƭŀŎƎǊơǾŀ District Municipality, where either 

Application forms and Technical Requirements, including design project, were available for 

downloading. The criteria for qualification to tender was previous experience for construction of 

WWT facilities of similar size and ability to guarantee advanced treatment ƻŦ ƴǳǘǊƛŜƴǘǎ όb ǘƻǘŀƭ Җ 10 

mg/lΤ t ǘƻǘŀƭ Җ 2 mg/l). The lower price criteria was used to select winner from the applicants who 

meet the qualification criteria.   

 

¶ Give characteristic of the Company realizing the project after tender procedure. 

The company selected during tender procedure is operated in Latvia since 2006 and since 2016 is the 

official partner of the German company KLARO GmbH in Latvia. Currently company have successfully 

installed more than 800 different wastewater treatment plants.  
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¶ Beginning of the execution: signing agreement between investor and Company ς explain all the 

terms of agreement from Investor and realizing Company sides, with scope of work. 

Lƴ ƻǊŘŜǊ ǘƻ ŦƛƴŀƴŎŜ ǘƘŜ ŎƻƴǎǘǊǳŎǘƛƻƴ ƻŦ Ǉƛƭƻǘ ƻōƧŜŎǘ ǘƘŜ {ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ ǊŜŎŜƛǾŜŘ ŀ ƭƻŀƴ 

from the Treasury. Therefore the contract were signed for all construction costs. The constructor 

received 50% advance payment for the construction materials. Last payment were received after 

completing the works.  

 

¶ What is the estimated costs distribution between earthworks, machinery and man-work in the 

building process? 

Estimated costs distribution in the building process: 

o earthworks 40% 

o machinery 40 % 

o man-work 20 % 

 

¶ What kind of materials, installations and devices will be used in the building process? 

Materials, installations and devices used in the building process: 

o PE 100 pipes; 

o Sand; 

o SBR reactors, made of composite plastic; 

o Manholes, made of concrete, with cast iron closures; 

o Gate valves, made of ductile iron, epoxi coated; 

o Rotary air blowers, aluminium housing, electrical motor (cupper and 

ferromagnetics). 

 

¶ Is there any investor supervision? 

Investor supervision is performed by M¦/ ά{ŀƭŀŎƎǊơǾŀǎ ¬ŘŜƴǎέ ŜƴƎƛƴŜŜǊΦ 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

No changes are made and accepted to the design project. 

 

¶ Completing the investment, technical and technological acceptance of the investment by the 

commission consisting of the representative of investor, supervisor, executor, designer and people 

from our project.  

According to Latvian legislation, the construction works, including technical and technological 

acceptance are performed by Parish Building Authority, Regional Environmental Authority and 

Construction Site Owner.  
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¶ What criteria object should fulfil during start-up of objects?  

When all the construction works and installation of technological equipment is fully complete, start-

up of the system can be commenced. The main criterion that the system must meet is the treatment 

efficiency and correspondence to design project. 

 

¶ Explain how standards requirements are fulfilled? 

According to Latvian legislation, the WWTP of such type should meet the following general 

requirements to effluent treated wastewater: 

 

Parameter Value Units of measure 

BOD5 Җ 25 mg/l 

COD Җ 125 mg/l 

Suspended solids Җ 35 mg/l 

 

The more strict requirements are set if recipient surface water body is classify as sensitive water. In 

ŎŀǎŜ ƻŦ {ǾŢǘŎƛŜƳǎ pilot object the responsible Environmental Authority did not set more strict 

ǊŜǉǳƛǊŜƳŜƴǘǎΦ ¢ƘŜ ƳƻǊŜ ǎǘǊƛŎǘ ǊŜǉǳƛǊŜƳŜƴǘǎ ŦƻǊ ƴǳǘǊƛŜƴǘΩǎ ǘǊŜŀǘƳŜƴǘ όb ǘƻǘŀƭ Җ мл ƳƎκƭΤ t ǘƻǘŀƭ Җ н 

mg/l) was set by VillageWaters Project to demonstrate with pilot object that additional treatment 

technologically is possible and also to get costs for more strict treatment. 

 

1.24.2. Problems encountered during the building and their solutions 

¶ What changes and problems contains as-build project? 

In order to solve problems identified the design project includes both (1) reconstruction of biological 

WWTP with activated sludge, as cost effective and environmental more friendly solution the 

construction of new WWTP with appropriate capacity is designed on the land parcel of the old one 

and (2) cleaning of polishing pounds and its reconstruction to constructed wetland. Taking into 

account that the project budget was not sufficient for the whole project, it was decided to defined 

short-term and long-term activities and divide design project into several stages. After setting long-

term activities the reconstruction of polishing pounds to constructed wetland was defined as 2nd 

stage for project implementation, which will be introduced out of frame of VillageWaters Project.  

 

¶ What was the most difficult problem? 

The Sequenced Batch Reactors technology is new technology for Latvia and until now has not been 

widely used in Latvia, the special efforts was needed to justify the benefits of this technology to 

responsible Environmental Authorities. 

 

¶ Who and how solved the problem? 

The communication with Regional Environmental Board to agree use of Sequenced Batch Reactors 

technology was arranged both as face-to-face meetings and sending of written documentation. Both 
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project partners ς PP6 (University of LaǘǾƛŀύ ŀƴŘ ttу ό{ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅύ ς and company 

selected during public tender procedure take part in this negotiations.  

 

1.25. Activities after the finalization of building process 

1.25.1. Overall conclusions on the building process 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? 

The main challenge for the project was to introduce improved wastewater treatment, including  

nutrients removal. Reginal Environmental Board by issuing the technical requirements do not 

foreseen nutrients  removal. Therefore improved wastewater treatment were introduce on the bases 

of procurement requirements, developed by Municipality (PP8).  

The first level control has accepted only 75% of eligible costs, because according to procurement law 

the experience for using Sequenced Batch Reactors, which is best-available technology according to 

Information Tool, has no long enough experience in Latvia. 

¶ What was properly or improperly designed and realized? 

Everything was designed and realised properly.  

¶ Do these new structures meet habitants and your expectations? 

Yes. Treatment efficiency is good and operational costs low in comparison with previous.  

 

1.25.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants. 

¶ Current technological data acquired from the renovated wastewater treatment plant.  

¢ƘŜ ǊŜƴƻǾŀǘƛƻƴ ƻŦ ǘƘŜ ƻǳǘŘŀǘŜŘ ²²¢ ŦŀŎƛƭƛǘƛŜǎ ǿŀǎ ƛƴƛǘƛŀǘŜŘ ōȅ {ŀƭŀŎƎǊơǾŀ aǳƴƛŎƛǇŀlity and 

evaluation of technical condition was done by University of Latvia, including sampling and analyses of 

influent and effluent wastewater and preparation of Feasibility Study. Project partners have been 

contacted to discuss best available technical solutions and Pilot sites in Lithuania and Poland was 

visited to select best technology for additional nutrients removal. Construction of new WWT facilities 

will be conducted in February-March 2018 and should be fully installed to start operate in April-May 

2018. 

¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system? 
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Figure 9. Costs for electricity before (blue) and after (red) reconstruction of WWT facility ï pilot SvǛtciems 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system? 

1. Smaller climate impact due to enlarged electry efficiency; 

2. Smaller eutrophication impact due to reduction of nutrient load; 

3. Improved wastewater treatment due to remote control of wastewater treatment.    

 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

 

¶ Current enviro-hygienic data acquired from the renovated wastewater treatment plant: 

Comparing and discussing the differences between the analysis results of the old and new system 

(table). 

The results have shown that during the treatment process the wastewater is treated efficiently and 

vary: suspended materials 93-100%, biochemical oxygen consumption in 5 days (BOD5 )  92 -99%, 

total nitrogen (Nt) 53 - 100%, total phosphorus (Pt) 43%. 
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Appendices 

 

Picture 21. The old WWTP in the SvǛtciems village. 

  

   
Picture 22. The new WWTP during construction. 

   
Picture 23. The inspection of WWTP construction carried out by responsible state environmental authority. 
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A PILOT CASE OF AINAĢI IN LATVIA: THE PROCESS 
OF BUILDING THE TECHNOLOGICAL SYSTEMS 

1.26. Description of the project management  

¢ƘŜ ǇǊƻƧŜŎǘ άWater emissions and their reduction in village communities ς villages in Baltic Sea 

Region as pilotsέ ό±ƛƭƭŀƎŜ ²ŀǘŜǊǎύ ƛƴ [ŀǘǾƛŀ ƛǎ ōŜƛƴƎ ƛƳǇƭŜƳŜƴǘŜŘ ƛƴ {ǾŢǘŎƛŜƳǎ ŀƴŘ !ƛƴŀȌƛ ǾƛƭƭŀƎŜΣ 

{ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅΦ ¢ƘŜ ŀƛƳ of this Project Activity (A3.2) is to build the best-fitting 

ǿŀǎǘŜǿŀǘŜǊ ǘǊŜŀǘƳŜƴǘ ό²²¢ύ ǎȅǎǘŜƳǎ ƛƴ ǘƘŜ ƛƴ ǘƘŜ Ǉƛƭƻǘ ŀǊŜŀ ƻŦ {ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ 

(Project Partner 8) and provide information from existing pilot plants to information tool (A2.6). 

The project is coordinated by University of Latvia (PP6) and implemented by the administration of 

{ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ όttуύ ƛƴ ŎƭƻǎŜ Ŏƻ-ƻǇŜǊŀǘƛƻƴ ǿƛǘƘ ttсΦ {ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ ƛǎ 

the implementing authority in charge of construction of both WWT plants. PP6 is carrying out 

preparations ς feasibility study, topographical survey, geological investigations ς and development of 

technical documentation. The work groups have been formed both in PP6 and PP8 institutions, and 

the persons responsible for certain activities of the project and handling of their documentation have 

been appointed. 

 

Figure 10. The organization scheme and dividing of responsibilities between project partners  

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 
 

 

  

University of Latvia (PP6) 
National Coordinator 

University of Latvia (PP6) 

Work group is formed from: 

¶ Activity leader 

¶ Water treatment expert 

¶ Project secretary 

 

SalacgrơǾŀ District 

Municipality (PP8) 

Work group is formed from: 

¶ Head of the water utility 

ά{ŀƭŀŎƎǊơǾŀǎ ǹŘŜƴǎέ 

¶ Water supply and 

sanitation engineer 

¶ Procurement expert 

¶ Financial expert 
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1.27. Planning the investment 

1.27.1. How contracting processes were organized and put to practice 

All project related documentation, including pilot object construction or reconstruction, have to be 

signed by top management of partner organization. In case of University of Latvia it is Vice-rector for 

exact sciences, life and medical sciences, while in Salacgriva Municipality Council ς Salacgriva Munici-

pality Mayor. 

University of Latvia (PP6) 

The granted funding from the Programme for VillageWaters project is 85% and 15% is own contri-

bution. If project partner is publicly funded educational institution, according to national legislation 

15% of project expenses are financed from the State budget. 

Project budget becomes part of whole budget of organization. Project expenses have to forecated 

and reported on regular bases.  

The financing of VillageWaters project implementation is carried out according to following 

procedure ς on the bases of signed project agreements (Subsidy contract and Partner Agreement) 

and financial plan of project expenses organization monthly receive 100% pre-financing from the 

Ministry of Education and 85% of them are paid back when are refunded from the structural funds of 

ǘƘŜ 9ǳǊƻǇŜŀƴ ¦ƴƛƻƴ ƻƴ ǘƘŜ ōŀǎŜǎ ƻŦ tŜǊƛƻŘΩǎ wŜǇƻǊǘǎΦ  

Salacgriva Dictric Municipality (PP8) 

The granted funding from the Programme for VillageWaters project is 85% and 15% is own 

contribution. If project partner is Municipality, according to national legislation 5% of project 

expenses can be refunded from the State budget. 

Taking into account that co-financing of project activities is carried out from budget of Municipality, 

project budget have to be approved by Municipal Council, which consisting of representatives 

ŜƭŜŎǘŜŘ ōȅ ǊŜǎƛŘŜƴǘǎ ƻŦ ǘƘŜ ƳǳƴƛŎƛǇŀƭƛǘȅ ǾƻǘŜ ŦƻǊ ŎƻǳƴŎƛƭΩǎ ŘŜŎƛǎƛƻƴΦ Lƴ ǇǊŀŎǘƛŎŜ ƛǘ ƳŜŀƴǎ ǘƘŀt Project 

budget becomes part of whole budget of organization and 10% of all qualified project expenses (also 

unqualified expenses but necessary for the its implementation) are financed from Municipality 

budget.  

The financing of VillageWaters project implementation is carried out as reimbursement according to 

following procedure ς ƛƴƛǘƛŀƭƭȅ ŀƭƭ ǇǊƻƧŜŎǘΩǎ ŜȄǇŜƴǎŜǎ ŀǊŜ ŎƻǾŜǊŜŘ ōȅ ƻǿƴ ŦǳƴŘǎ ƻŦ ǘƘŜ ƻǊƎŀƴƛȊŀǘƛƻƴ όƛƴ 

case of this project it was loan to the Treasury) and 85% of them are refunded from the structural 

funds of the European Union upon their declaration. 

1.27.2. How the official processes were carried out? 

The international standards prepared by the International Federation of Consulting Engineers 

όάCL5L/έύ Ŏŀƴ ōŜ ŀŘŘǊŜǎǎŜŘ ǘƻ ±ƛƭƭŀƎŜ ²ŀǘŜǊǎ ǇǊƻƧŜŎǘ ǘƻ ŜȄǇƭŀƛƴ project implementation steps and 

differences of implementation of A3.2 in different project partner countries. The procedure of 

/ƻƴǘǊŀŎǘ ŦƻǊ /ƻƴǎǘǊǳŎǘƛƻƴ ƻŦ 9ƴƎƛƴŜŜǊƛƴƎ ²ƻǊƪǎ 5ŜǎƛƎƴŜŘ ōȅ ǘƘŜ 9ƳǇƭƻȅŜǊ όǘƘŜ άwŜŘ .ƻƻƪέ 

contracts) was used if technical documentation, including design projects, was already developed in 

the beginning of project. Similarly, the procedure of Contracts for Construction of Engineering Works 

5ŜǎƛƎƴŜŘ ōȅ ǘƘŜ ōȅ ǘƘŜ /ƻƴǘǊŀŎǘƻǊ όǘƘŜ ά¸Ŝƭƭƻǿ .ƻƻƪέ ŎƻƴǘǊŀŎǘǎύ ǿŀǎ ǳǎŜŘ ƛŦ ǎƛǘŜ ƛƴǾŜǎǘƛƎŀǘƛƻns 

(topographical & geological survey) and preparation of technical documentation was done during the 
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implementation of project. The implementation of A3.2 in Latvia was carried out according to 

ǇǊƻŎŜŘǳǊŜ ƻŦ ά¸Ŝƭƭƻǿ .ƻƻƪέ ŀƴŘ ƛƴŎƭǳŘŜǎ ōƻǘƘ ŎƻƴǎǘǊǳŎǘƛƻƴ ŀƴŘ preparation of technical 

documentation. Therefore the implementation schedule was longer in cooperation with those 

ǇŀǊǘƴŜǊ ŎƻǳƴǘǊƛŜǎ όCƛƴƭŀƴŘΣ 9ǎǘƻƴƛŀ ŀƴŘ [ƛǘƘǳŀƴƛŀύ ǿŜǊŜ ǇǊƻŎŜŘǳǊŜ ƻŦ άwŜŘ .ƻƻƪέ ŎƻƴǘǊŀŎǘǎ ǿŜǊŜ 

used. The procedure of A3.2 implementation and dividing of responsibilities between Latvian project 

partners PP6 and PP8 is resented in the Figure 11. 

 

 

Figure 11. Implementation steps for construction of pilot objects in Latvia 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Site 
investigations

ωSite visiting and data analyses(PP6); 

ωOrdering of topographical survey(PP6);

ωOrdering of geological survey(PP6).

Feasibility 
study

ωPreparation of Tender Documentation(PP6);

ωProcurement procedure(PP6);

ωSupervision of activity implementation(PP6).

Designing 
works

ωPreparation of Tender Documentation(PP6);

ωProcurement procedure(PP6);

ωSupervision of activity implementation(PP6).

Construction 
works

ωPreparation of Tender Documentation
(PP6/PP8);

ωProcurement procedure(PP8);

ωSupervision of activity implementation (PP8). 

Implementation steps for 
construction of WWTP serving 
inhabitants of: 

¶ {ǾŢǘŎƛŜƳǎ ǾƛƭƭŀƎŜ; 

¶ individual object in 
AinaȌi 

 

Activities done & responsibilities: 
 

Site 
investigations

ωSite visiting and data analyses(PP6);

ωSampling of wastewater and surface water (PP6/PP8);

ωOrdering of topographical survey(PP6);

ωOrdering of geological survey(PP6);

ωDocumentation of activities done (PP6).

Feasibility 
study

ωPreparation of Tender Documentation(PP6);

ωProcurement procedure(PP6);

ωSupervision of activity implementation(PP6);

ωDocumentation of activities done (PP6).

Designing 
works

ωPreparation of Tender Documentation (PP6);

ωProcurement procedure (PP6);

ωSupervision of activity implementation (PP6);

ωDocumentation of activities done (PP6).

Construction 
works

ωPreparation of Tender Documentation (PP6/PP8);

ωProcurement procedure (PP8);

ωSupervision of activity implementation (PP8);

ωDocumentation of activities done (PP8).

Step 1: 

Step 2: 

Step 3: 

Step 4: 
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University of Latvia (PP6) 

According to project organization scheme (refer Figure 2) University of Latvia was responsible for (1) 

site investigations, including sampling of wastewater and surface water, ordering of topographical 

survey and ordering of geological survey; (2) feasibility study to select best technological solution and 

(3) designing works. All mentioned before activities were carried out as an external service. The 

ordering of external services is regulated both by national legislation (Public Procurement Law) and 

internal procedure set by University of Latvia. According to national legislation the tender procedure 

is not required if estimated contract price for external services is < 10 000 EUR, while according to 

the internal procedure of University of Latvia the provider of external services is selected on the 

bases of market research if estimated contract price for external services is < 1000 EUR. In practice it 

means that for all building preparatory activities ς sampling of wastewater and surface water, 

topographical survey, geological survey, feasibility study and designing works ς the technical 

documentation for service provider was prepared, at least 3 applicants were selected on the bases of 

market research, invitation letters were sent and the service provider selected on the bases of 

proposals received.  

Salacgriva Dictric Municipality (PP8) 

!ŎŎƻǊŘƛƴƎ ǘƻ ǇǊƻƧŜŎǘ ƻǊƎŀƴƛȊŀǘƛƻƴ ǎŎƘŜƳŜ όǊŜŦŜǊ CƛƎǳǊŜ нύ {ŀƭŀŎƎǊơǾŀ aǳƴƛŎƛǇŀƭƛǘȅ ǿŀǎ ǊŜǎǇƻƴǎƛōƭŜ ŦƻǊ 

construction works. The ordering of this external service is regulated by national legislation (Public 

Procurement Law). According to national legislation the procedure of price survey is required if 

estimated contract price for building services is > 20 000 and < 170 000 EUR, for which the minimum 

period for submission of application is 7 working days. 

 

¶ Is it necessary to obtain any assent for the building project from any institution? 

The procedure for assent of the building project depends from the amount of wastewater produced. 

The building board of Municipality determines the list of organizations, which are issued the 

technical regulations for the design project. For the small wastewater producers (< 5 m3/day) the 

technical regulations are issued by the Building Board of Municipality itself, electricity providers, gas 

providers and providers of telecommunications. Additionally to organizations mentioned before the 

technical requirements are required also from Environmental authority (Regional Environmental 

Board) if amount of wastewater produced exceeding 5 m3/day. 

 

¶ Does your country require any tender or auction procedure for necessary construction materials?   

The construction materials are specified by design project. The specific tender for construction 

materials is not required.  
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1.28. Execution of the project (building) 

1.28.1. Technologies of the implemented systems 

AinaȌƛ 

¶ Data about the technology 

 

Figure 12. Scheme of the wastewater treatment plant for apartments building in Ainaģi (Salacgrǭva Municipality). 

¶ Amount of wastewater inflow: 

4.5 m³ per day; 1.2 m³ per hour. 

 

¶ Concentration of the pollutants in the inflow wastewater ς calculated theoretically: 

Parameter Value Units of measure 

BOD5 400 mg/l 

COD 733 mg/l 

Suspended solids 467 mg/l 

Nitrogen total 67 mg/l 

Phosphorous total 13 mg/l 

 

¶ Pollutants load per day: 

Parameter Value Units of measure 

BOD5 1.8 kg 

COD 3.3 kg 
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Suspended solids 2.1 kg 

Nitrogen total 0.3 kg 

Phosphorous total 0.06 kg 

 

¶ Concentration of the nutrients in the outflow wastewater after WWTP: 

Parameter Value Units of measure 

BOD5 3.0 mg/l 

COD 52 mg/l 

Suspended solids 3.2 mg/l 

Nitrogen total 21 mg/l 

Phosphorous total 3.4 mg/l 

¶ Pollutants load output from WWTP per day: 

 

Parameter Value Units of measure 

BOD5 0.014 kg 

COD 0.234 kg 

Suspended solids 0.014 kg 

Nitrogen total 0.108 kg 

Phosphorous total 0.015 kg 

 

¶ Use of chemicals and electricity 

No chemicals are used in the process, however the dosing pump is supplied and installed. It should 

be used to make total phosphorous output even lower. Electrical energy daily consumption: 3.6 kW. 

 

¶ The description of the process: basic information and description of the treatment process with the 

technological schemes, what is realizing in each step of technology 

The equipment installation consists of one line of concrete manholes, equipped with aeration system 

and two clarification systems, assembled on-site. 

o Prelimenary clarifier surface is 1.7 m² 
o BR denitrification zone volume is 2 m³ 
o BR aerobal zone volume is 7.7 m³ 
o Secondary clarifier surface is 1 m² 

 

¶ Sludge formation amounts and how many times sludge has to be collected 

Sludge formation amount is 1.8 m³ per 1 months. Sludge collection is expected every 1 month. 
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¶ Description of regular maintenance needed  

Regular maintenance needed: 

o Visual inspection every 1 week; 
o Sludge removal every 1 moths; 
o Blower air filter replacement every 12 months; 
o Electrical motors service every 5 years. 

 

¶ Amount of households connected to the technological system 

There are 30 people in one two-floor apartment house are connected to Ainazi WWTP.  

 

¶ Who is the main investor? 

The main investors were the EU financial instrument ς Baltic Sea Region Program ς and 

{ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aunicipality.  

 

¶ What is the tender procedure for project execution? Can you explain procedure in details with 

the choice criteria. 

The tender procedure was carried out only for construction of pilot objects. According to national 

legislation the procedure of price survey is required if estimated contract price for building 

services is > 20 000 and < 170 000 EUR, for which the minimum period for submission of 

application is 7 working days. 

The tender procedure was carried out through the electronic system of public procurements. The 

announcement was published ƛƴ ǘƘŜ ǿŜōǎƛǘŜ ƻŦ {ŀƭŀŎƎǊơǾŀ District Municipality, where either 

Application forms and Technical Requirements, including design project, were available for 

downloading. The criteria for qualification to tender was previous experience for construction of 

WWT facilities of similar size and ability to guarantee advanced treatment ƻŦ ƴǳǘǊƛŜƴǘǎ όb ǘƻǘŀƭ Җ 

10 mg/lΤ t ǘƻǘŀƭ Җ 2 mg/l). The lower price criteria was used to select winner from the applicants 

who meet the qualification criteria.   

 

¶ Give characteristic of the Company realizing the project after tender procedure. 

The company selected during tender procedure is operated in Latvia since 2008 and specializes 

for small wastewater treatment plants construction.  

 

¶ Beginning of the execution: signing agreement between investor and Company ς explain all 

the terms of agreement from Investor and realizing Company sides, with scope of work. 

Lƴ ƻǊŘŜǊ ǘƻ ŦƛƴŀƴŎŜ ǘƘŜ ŎƻƴǎǘǊǳŎǘƛƻƴ ƻŦ Ǉƛƭƻǘ ƻōƧŜŎǘ ǘƘŜ {ŀƭŀŎƎǊơǾŀ 5ƛǎǘǊƛŎǘ aǳƴƛŎƛǇŀƭƛǘȅ ǊŜŎŜƛǾŜŘ ŀ 

loan from the Treasury. Therefore the contract were signed for all construction costs. The 

constructor received 50% advance payment for the construction materials. Last payment were 

received after completing the works.  
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¶ What is the estimated costs distribution between earthworks, machinery and man-work in 
the building process? 

Estimated costs distribution in the building process: 

o earthworks 40%; 
o machinery 25 %; 
o man-work 35 %. 

 

¶ What kind of materials, installations and devices will be used in the building process? 

Materials, installations and devices used in the building process: 

o PE 100 pipes; 
o Sand; 
o Manholes, made of concrete, with cast iron closures; 
o Gate valves, made of ductile iron, epoxi coated; 
o Pisto air blowers, PVDF housing, electrical motor (cupper and ferromagnetics). 

 

¶ Is there any investor supervision? Ownership of the installation? 

Investor supervision is performed by M¦/ ά{ŀƭŀŎƎǊơǾŀǎ ¬ŘŜƴǎέ ŜƴƎƛƴŜŜǊΦ Ownership of the 

installation is by the municipality. 

 

¶ If all changes in project by building company are agreed by designer of the investment? If yes, 

please explain changes in details (changes of materials, equipment, localization etc). 

No changes are made and accepted to the design project. 

 

¶ Completing the investment, technical and technological acceptance of the investment by the 

commission consisting of the representative of investor, supervisor, executor, designer and 

people from our project.  

According to Latvian legislation, the construction works, including technical and technological 

acceptance are performed by Parish Building Authority, Regional Environmental Authority and 

Construction Site Owner.  

 

¶ What criteria object should fulfil during start-up of objects?  

When all the construction works and installation of technological equipment is fully complete, start-

up of the system can be commenced. The main criterion that the system must meet is the treatment 

efficiency and correspondence to design project. 
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¶ Explain how standards requirements are fulfilled? 

According to Latvian legislation, the WWTP of such type should meet the following requirements to 

effluent treated wastewater: 

Parameter Value Units of measure 

BOD5 Җ 25 mg/l 

COD Җ 125 mg/l 

Suspended solids Җ 35 mg/l 

 

The more strict requirement was set by VW to demonstrate with pilot object that additional 

treatment technologically is possible and also to get costs for more strict treatment.  

1.28.2. Problems encountered during the building and their solutions. 

 

¶ What changes and problems contains as-build project? 

The investments preliminary identified in the Application after preparation of technical project was 

stated as being to low.  In order to fit in budget line it was decided to separate project into short-

term and long-term program. The long-term program includes construction on constructed wetland, 

where additional removal of nutrients is foreseen be conducted.  

 

¶ What was the most difficult problem? 

For the operation of wastewater treatment plant it was needed to provide with centralised  water, 

supply, construct internal wastewater collecting system (pipes) and dig electricity cable. That form 

additional costs and time recourses. 

 

¶ Who and how solved the problem? 

Additional costs were covered from Municipality budget.  

1.29. Activities after the finalization of building process. 

1.29.1. Overall conclusions on the building process. 

¶ What were the problems and other challenges in the project? What did you learn? What were 

done differently compared to the project plan? 

The main challenge for the project was to introduce improved wastewater treatment, by using 

constructed wetlands for additional nutrients treatment. Technical project for constructed wetland 

was developed on the bases of experience obtained from Polish Partners. 

 

Unfortunately building of constructed wetland was postponed to long-term program due to lack of 

finances and will be implemented after the VillageWaters project.   
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¶ What was properly or improperly designed and realized? 

Building of constructed wetland was postponed to long-term program due to lack of finances and will 

be implemented after the VillageWaters project. 

¶ Do these new structures meet habitants and your expectations? 

Yes. The building of wastewater treatment plant, provide opportunity for inhabitants to receive also 

centralized water supply service. 

1.29.2. Technological, economic, environmental, social and enviro-hygienic 
data acquired from the renovated wastewater treatment plants. 

¶ Current technological data acquired from the renovated wastewater treatment plant.  

¢ƘŜ ǊŜƴƻǾŀǘƛƻƴ ƻŦ ǘƘŜ ƻǳǘŘŀǘŜŘ ²²¢ ŦŀŎƛƭƛǘƛŜǎ ǿŀǎ ƛƴƛǘƛŀǘŜŘ ōȅ {ŀƭŀŎƎǊơǾŀ aǳƴƛŎƛǇŀƭƛǘȅ ŀƴŘ 

preliminary evaluation of technical condition was done by University of Latvia, including sampling 

and analyses of influent and effluent wastewater and preparation of Feasibility Study. Project 

partners have been contacted to discuss best available technical solutions and Pilot sites in Lithuania 

and Poland was visited to select best technology for additional nutrients removal.  

¶ Current economic data acquired from the renovated wastewater treatment plant: What is the 

energy efficiency compared to the old system? 

Total costs are decreased due o fact that frequency of effluent removal is decreased dramatically.  

 

¶ Current environmental data acquired from the renovated wastewater treatment plant: What are 

environmental benefits of the new system?  

1. Smaller climate impact due to enlarged electry efficiency; 

2. Smaller eutrophication impact due to reduction of nutrient load; 

3. Improved wastewater treatment due to remote control of wastewater treatment.    

 

¶ Current social data acquired from the renovated wastewater treatment plant: Are the 

expectations of the end-users met? What is their opinion? Did the inhabitants participate in the 

building process? 

1. Yes. The building of wastewater treatment plant, provide opportunity for inhabitants to 

receive also centralized water supply service. 

2. No. construction was done by building company. 

 

¶ Current enviro-hygienic data acquired from the renovated wastewater treatment plant: 

Comparing and discussing the differences between the analysis results of the old and new system 

(table). 

No reference data because previously wastewater on site was only stored and removed for 

centralized treatment with municipal WWT plant. 

 

  



VillageWaters Project Research about Wastewater Treatment Systems 

 97 

Acknowledgement 

²Ŝ ǘƘŀƴƪ ŀƭƭ ǇŀǊǘƛŎƛǇŀƴǘǎ ƛƴ ǘƘƛǎ ǿƻǊƪΦ {ǇŜŎƛŀƭ ǘƘŀƴƪǎ ǘƻ ǿŀǘŜǊ ǳǘƛƭƛǘȅ ά{ŀƭŀŎƎǊơǾŀǎ ǹŘŜƴǎέ ŦƻǊ 

operative communication during construction period and all the inhabitants of the !ƛƴŀȌƛ ŘǿŜƭƭƛƴƎ for 

experience sharing and providing information for social evaluations. 

 

 

 

 

 

 



VillageWaters Project Research about Wastewater Treatment Systems 

 98 

Appendices 

  

Picture 24. The Ainaģi pilot site before the construction of WWT plant. 

  
Picture 25. The WWTP during construction. 

 

 

 

 

 

  


